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Cambria
Environmental
Technology, Inc.

270 Perkins Street
Sonoma, CA 95476
Tel (707) 935-4850
Fax (707) 935-6649

December 16, 2005

Mr. CIiff Ives

Sonoma County Department of Health Services
475 Aviation Boulevard, Suite 220

Santa Rosa, California 95403

Re: Groundwater Monitoring and Remediation Report — Fourth Quarter 2005
Shell-branded Service Station
5060 Redwood Drive
Rohnert Park, California
SAP Code 135827
Incident No. 98995885
SCDHS-EHD Site No. 00002745

Dear Mr. Ives:

Cambria Environmental Technology, Inc. (Cambria) prepared this report on behalf of Equilon
Enterprises LLC dba Shell Oil Products US (Shell) in accordance with the quarterly reporting
requirements of 23 CCR 2652d.

SAMPLING REDUCTION REQUEST

Several quarters of groundwater monitoring data has been obtained from wells S-2, S-6 through
S-8, S-11, and S-12. Groundwater monitoring data indicates that no gasoline constituents are
detected in groundwater samples collected from these wells except for intermittent low level
MTBE detections. This data suggests that sufficient quarterly groundwater monitoring data has
been collected from these wells. Therefore, Shell requests that the sampling frequency for wells
S-2, S-6 through S-8, S-11, and S-12 be reduced from quarterly to annually.

HISTORICAL REMEDIATION SUMMARY

Periodic groundwater extraction (GWE) from wells S-1, S-3, and S-9 was used as an interim
remedial measure from June 2001 through December 2001. Periodic GWE was implemented
again in wells S-1, S-3, S-9, and EW-3 during January and February 2003. The program
removed a total of 19,321 gallons of groundwater, which corresponds to the removal of an
estimated 4.64 pounds of methyl tertiary butyl ether (MTBE). Removal totals for total petroleum
hydrocarbons as gasoline and benzene were not calculated since these constituents were not
detected in samples collected throughout the periodic GWE program.
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FOURTH QUARTER 2005 ACTIVITIES

Groundwater Monitoring: Blaine Tech Services, Inc. (Blaine) of San Jose, California gauged
and sampled all site wells and prepared a summary table of field gauging and laboratory
analytical data. Cambria prepared a site vicinity/well location map (Figure 1) and a groundwater
contour/chemical concentration map (Figure 2). Blaine’s report, presenting the laboratory report,
is included as Appendix A.

Groundwater Remediation: Analytical results for the influent, midfluent, and effluent streams
are presented in Table 1 and laboratory reports for the GWE system samples are included in

@ Appendix B. Discharge limitations were not exceeded during the reporting period. System flow
data and constituent mass removal calculations are presented in Table 2. Removal rate and
cumulative volume removed for MTBE are summarized on Figure 3.

ANTICIPATED FIRST QUARTER 2006 ACTIVITIES

Blaine will gauge and sample the site wells according to the existing sampling schedule and will
tabulate the data. Shell will continue to operate the GWE system and will prepare a groundwater
monitoring and remediation report. Shell will perform domestic well sampling activities and will
report the results to the Sonoma County Department of Health Services.

CLOSING

If you have any questions regarding the contents of this document, please call Mike Murphy at
(707) 933-2367.

Sincerely,
Cambria Environmental Technology, Inc.

M-M =7

Mike Murphy
Project Manager

Joe W. Neely, PG
Senior Project Geologist
PG 6927
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Attachments:

Table 1.
Table 2.

Figure 1.
Figure 2.
Figure 3.

Appendix A.

Appendix B.

Groundwater Extraction System Analytical Results
Groundwater Extraction Mass Removal Data

Site Vicinity/Well Location Map
Groundwater Contour/Chemical Concentration Map
GWE System Influent MTBE Concentration and MTBE Mass Removed

Blaine Tech Services, Inc., Groundwater Monitoring Report
Groundwater Extraction System Certified Analytical Reports

cc:  Mr. Denis Brown, Shell
Mr. Luis Rivera, Regional Water Quality Control Board
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Table 1. Groundwater Extraction System Analytical Results, Shell-branded Service Station, 5060 Redwood Drive, Rohnert Park, California

Influent Midfluent 1 Midfluent 2 Effluent

Sample TPHg TPHd Benzene  MTBE TBA TPHg MTBE TBA TPHg MTBE TBA TPHg TPHd Benzene  MTBE TBA
Date Conc. Conc. Conc Conc. Conc. Conc. Conc. Conc. Conc. Conc. Conc. Conc. Conc. Conc Conc. Conc.
(mm/dd/yy) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb) (ppb)
06/27/03 NS NS NS NS NS NS NS NS NS NS NS <50 <50 <0.50 <0.50 <5.0
07/11/03 <5,000 <50 <50 7,200 880 <2,500 1,900 530 <50 <0.50 460 <50 <50 <0.50 <0.50 110
08/06/03 <5,000 <50 <50 5,200 <500 <5,000 5,000 <500 <250 950 60 <50 <50 <0.50 <0.50 170
09/23/03 <2,000 <50 <20 3,300 790 51! <0.50 14 56! <0.50 <5.0 <50 <50 <0.50 <0.50 <5.0
10/08/03 <1.000 <50 <10 2,100 220 <50 23 19 <50 <50 <50 <50 <50 <0.50 <5.0 <5.0
11/13/03 <2,000 <50 <20 3,100 210 <1,000 1,600 <100 <50 2.1 <50 <50 <50 <0.50 <0.50 <5.0
12/30/03 <1,000 562 <10 1,000 <100 <50 29 23 <50 <0.50 5.1 <50 <50 <0.50 <0.50 <50
01/13/04 <1,000 722 <10 2,100 <100 <50 31 15 <50 <0.50 12 <50 <50 <0.50 <0.50 <5.0
02/05/04 <2,000 <50 <20 1,900 <200 <1,000 600 <100 <50 28 12 <50 <50 <0.50 <5.0 <5.0
03/04/04 <2,000 <50 <20 1,700 210 <50 <5.0 6.6 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <50
04/06/04 <1,000 <50 <10 3,300 150 <50 19 <5.0 <50 <50 <50 <50 <50 <0.50 <5.0 <5.0
05/05/04 <1,000 <50 <10 2,300 <100 <250 290 <25 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
06/02/04 <1,000 <50 <10 2,200 <100 <500 870 <50 <50 <5.0 7.6 <50 <50 <0.50 <5.0 <50
07/13/04 <1,300 <50 <13 2,800 <130 <1,000 1,400 <100 <50 17 <5.0 <50 <50 <0.50 <5.0 <5.0
08/13/04 <1,300 <50 <13 1,900 <130 <50 <5.0 6.2 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
09/07/04 <1,300 <50 <13 1,900 <130 <50 29 <5.0 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <50
10/06/04 <2,000 <50 <20 2,000 <200 <50 6.7 <5.0 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
11/03/04 <1,000 <50 <10 1,600 <100 <250 17 <25 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
12/14/04 <50 <50 <0.50 88 12 <50 11 <5.0 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
01/13/05 <1,300 <50 <13 2,700 <130 <50 110 55 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
02/09/05 <1,000 <50 <10 1,500 170 <250 290 <25 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
03/09/05 <50 <50 <0.50 1,200 130 <50 470 35 <50 89 <5.0 <50 <50 <0.50 <5.0 <5.0
04/05/05 <50 <50 <0.50 1,200 130 <50 700 62 <50 64 10 <50 <50 <0.50 <5.0 <5.0
05/04/05 <500 <50 <5.0 780 <50 <50 44 <50 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
06/01/05 <500 <50 <5.0 1,900 <50 <50 160 <5.0 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
07/12/05 <500 <50 <5.0 1,100 160 <50 150 23 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
08/11/05 <50 54 <0.50 1,100 58 <50 140 58 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
09/13/05 <1,000 <50 <10 850 <100 <50 88 17 <50 <5.0 <5.0 <50 <50 <0.50 <5.0 <5.0
10/11/05 <500 <50 <5.0 1,300 90 <50 150 99 <50 53 <5.0 <50 <50 <0.50 <5.0 <5.0
11/09/05 <500 <50 <5.0 900 1,300 <50 78 <5.0 <50 16 <5.0 <50 <50 <0.50 <5.0 <5.0
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Table 1. Groundwater Extraction System Analytical Results, Shell-branded Service Station, 5060 Redwood Drive, Rohnert Park, California

Abbreviations & Notes:

(mm/dd/yy) = month/day/year

Conc. = Concentration

TPHg/d = Total petroleum hydrocarbons as gasoline/diesel
MTBE = Methyl tertiary butyl ether

TBA = tertiary butyl alcohol

ppb = parts per billion

TPHg, benzene, and MTBE analyzed by EPA Method 8260B
TPHA analyzed by EPA Method 8015M

<x = Not detected at reporting limit x

NS = Not sampled

! Hydrocarbon reported in the gasoline range does not match the laboratory gasoline standard.

2 Hydrocarbon reported in the diesel range does not match the laboratory diesel standard.

Page 2 of 2
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Table 2. Groundwater Extraction Mass Removal Data, Shell-branded Service Station, 5060 Redwood Drive, Rohnert Park, California

MTBE TBA
Site Flow Meter Period Flow Cumulative MTBE Period Cumulative TBA Period Cumulative
Visit Reading Volume Rate Volume Conc. Removal Removal Conc. Removal Removal
(mm/dd/yy) (gal) (gal) (gpm) (ga) (ppb) (pounds) (pounds) (ppb) (pounds) (pounds)
07/01/03 1,050 0 0 0 NS 0.000 0.000 NS 0.000 0.000
07/11/03 179,580 178,530 12.40 178,530 7,200 10.726 10.726 880 1.311 1.311
07/23/03 354,012 174,432 10.09 352,962 NS 10.480 21.206 NS 1.281 2.592
08/06/03 491,059 137,047 6.80 490,009 5,200 5.947 27.152 <500 0.286 2.878
08/18/03 611,227 120,168 6.95 610,177 NS 5214 32.366 NS 0.251 3.128
09/23/03 873,393 262,166 5.06 872,343 3,300 7.219 39.586 790 1.728 4.857
10/08/03 1,050,301 176,908 8.19 1,049,251 2,100 3.100 42.686 220 0.325 5.181
10/22/03 1,214,830 164,529 8.16 1,213,780 NS 2.883 45.569 NS 0.302 5.483
11/13/03 1,466,320 251,490 7.94 1,465,270 3,100 6.505 52.074 210 0.441 5.924
12/30/03 1,900,565 434,245 6.42 1,899,515 1,000 3.623 55.698 <100 0.181 6.105
01/13/04 2,053,900 153,335 7.61 2,052,850 2,100 2.687 58.384 <100 0.064 6.169
01/29/04 2,240,972 187,072 8.12 2,239,922 NS 3.278 61.663 NS 0.078 6.247
02/05/04 2,347,563 106,591 10.57 2,346,513 1,900 1.690 63.352 <200 0.089 6.336
02/27/04 2,613,951 266,388 8.41 2,612,901 NS 4.223 67.576 NS 0.222 6.559
03/04/04 2,681,263 67,312 7.79 2,680,213 1,700 0.955 68.531 210 0.118 6.676
03/19/04 2,857,026 175,763 8.14 2,855,976 NS 2.493 71.024 NS 0.308 6.984
04/06/04 2,957,327 100,301 3.87 2,956,277 3,300 2.762 73.786 150 0.126 7.110
04/20/04 3,009,276 51,949 2.58 3,008,226 NS 1.430 75.216 NS 0.065 7.175
05/05/04 3,102,986 93,710 4.34 3,101,936 2,300 1.798 77.015 <100 0.039 7.214
05/18/04 3,176,472 73,486 3.93 3,175,422 NS 1.410 78.425 NS 0.031 7.245
06/02/04 3,259,271 82,799 383 3,258,221 2,200 1.520 79.945 <100 0.035 7.279
06/29/04 3,399,153 139,882 3.60 3,398,103 NS 2.568 82.513 NS 0.058 7.338
07/13/04 3,469,827 70,674 3.51 3,468,777 2,800 1.651 84.164 <130 0.038 7.376
07/27/04 3,539,649 69,822 3.46 3,538,599 NS 1.631 85.796 NS 0.038 7414
08/09/04 3,604,111 64,462 3.44 3,603,061 NS 1.506 87.302 NS 0.035 7.449
08/13/04 3,624,437 20,326 3.53 3,623,387 1,900 0.322 87.624 <130 0.011 7.460
08/25/04 3,679,064 54,627 3.16 3,678,014 NS 0.866 88.490 NS 0.030 7.489
09/07/04 3,734,917 55,853 2.98 3,733,867 1,900 0.886 89.376 <130 0.030 7.520
09/22/04 3,739,812 4,895 0.23 3,738,762 NS 0.078 89.453 NS 0.003 7.522
10/06/04 3,806,407 66,595 3.30 3,805,357 2,000 1.111 90.565 <200 0.056 7.578
10/20/04 3,861,140 54,733 271 3,860,090 NS 0913 91.478 NS 0.046 7.624
11/03/04 3,935,887 74,747 371 3,934,837 1,600 0.998 92.476 <100 0.031 7.655
11/18/04 3,988,646 52,759 244 3,987,596 NS 0.704 93.180 NS 0.022 7.677
11/30/04 4,013,831 25,185 1.46 4,012,781 NS 0.336 93.517 NS 0.011 7.687
12/14/04 4,043,969 30,138 1.49 4,042,919 88 0.022 93.539 <100 0.013 7.700
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Table 2. Groundwater Extraction Mass Removal Data, Shell-branded Service Station, 5060 Redwood Drive, Rohnert Park, California

MTBE TBA
Site Flow Meter Period Flow Cumulative MTBE Period Cumulative TBA Period Cumulative
Visit Reading Volume Rate Volume Conc. Removal Removal Conc. Removal Removal
(mm/dd/yy) (gal) (gal) (gpm) (gal) (ppb) (pounds) (pounds) (ppb) (pounds) (pounds)
12/28/04 4,044,007 38 0.00 4,042,957 NS 0.000 93.539 NS 0.000 7.700
01/06/05 4,044,787 780 0.06 4,043,737 NS 0.001 93.539 NS 0.000 7.700
01/13/05 4,076,285 31,498 3.12 4,075,235 2,700 0.710 94.249 <130 0.017 7.717
01/25/05 4,170,525 94,240 545 4,169,475 NS 2.123 96.372 NS 0.051 7.769
02/09/05 4,267,642 97,117 4.50 4,266,592 1,500 1.216 97.588 170 0.138 7.906
02/23/05 4,366,053 98,411 4.88 4,365,003 NS 1.232 98.819 NS 0.140 8.046
03/09/05 4,462,995 96,942 4.81 4,461,945 1,200 0.971 99.790 130 0.105 8.151
03/23/05 4,556,226 93,231 4.62 4,555,176 NS 0.934 100.724 NS 0.101 8.252
04/06/05 4,645,255 89,029 4.42 4,644,205 1,200 a 0.891 101.615 130 a 0.097 8.349
04/20/05 4,737,388 92,133 4.57 4,736,338 NS 0.923 102.538 NS 0.100 8.449
05/04/05 4,826,757 89,369 4.43 4,825,707 780 0.582 103.119 <50 0.019 8.467
05/17/05 4,950,111 123,354 6.59 4,949,061 NS 0.803 103.922 NS 0.026 8.493
06/01/05 5,052,581 102,470 4,74 5,051,531 1,900 1.625 105.547 <50 0.021 8.514
06/15/05 5,100,929 48,348 2.40 5,099,879 NS 0.767 106.313 NS 0.010 8.525
06/29/05 5,160,014 59,085 2.93 5,158,964 NS 0.937 107.250 NS 0.012 8.537
07/12/05 5,211,639 51,625 2.76 5,210,589 1,100 0.474 107.724 160 0.069 8.606
08/11/05 5,379,618 167,979 3.89 5,378,568 1,100 1.542 109.266 58 0.081 8.687
08/25/05 5,437,859 58,241 2.89 5,436,809 NS 0.535 109.800 NS 0.028 8.715
09/13/05 5,529,401 91,542 3.35 5,528,351 850 0.649 110.450 <100 0.038 8.753
09/27/05 5,606,960 77,559 3.85 5,605,910 NS 0.550 111.000 NS 0.032 8.786
10/11/05 5,675,805 68,845 341 5,674,755 1,300 0.747 111.747 9 0.052 8.838
10/27/05 5,762,109 86,304 3.75 5,761,059 NS 0.936 112.683 NS 0.065 8.902
11/09/05 5,835,313 73,204 391 5,834,263 900 0.550 113.233 1,300 0.794 9.696
11/22/05 5,976,360 141,047 7.53 5,975,310 NS 1.059 114.292 NS 1.530 11.226
Total Gallons Extracted: 5,975,310 |Total Pounds Removed: 114 Total Pounds Removed: 11.2
Total Gallons Removed: 18.8 Total Gallons Removed: 1.72

Page 2 of 3
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Table 2. Groundwater Extraction Mass Removal Data, Shell-branded Service Station, 5060 Redwood Drive, Rohnert Park, California

Abbreviations & Notes:

MTBE = Methyl tertiary butyl ether

TBA = Tertiary butyl alcohol

Conc. = Concentration

ppb = Parts per billion, equivalent to pg/L

ug/L = Micrograms per liter

L = Liter

gal = Gallons

g =Gram

NS = Not Sampled

gpm = Gallons per minute

<x = Not detected at reporting limit x

MTBE and TBA analyzed by EPA Method 8260b

Mass removed based on the formula: volume extracted (gal) x Concentration (ug/L) x (g/ loﬁug) x (pound/453.6g) x (3.785 L/gal)
When constituents are not detected, the concentration is assumed to be equal to half the detection limit in subsequent calculations.
Volume removal data based on the formula: mass (pounds) x (dc:nsity)'l (cc/g) x 453.6 (g/pound) x (I/1000 cc) * (gal/3.785 L)
Density inputs: MTBE = 0.74 g/cc, TBA = 0.78 g/cc

a = concentrations are from samples collected on 4/5/05

Page3 of 3
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Blaine Tech Services, Inc.
Groundwater Monitoring Report



BLAINE

TECH SERVICES nc.

GROUNDWATER SAMPLING SPECIALISTS
SINCE 1985

November 4, 2005

Denis Brown

Shell Oil Products US

20945 South Wilmington Avenue
Carson, CA 90810

Fourth Quarter 2005 Groundwater Monitoring at
Shell-branded Service Station

5060 Redwood Drive

Rohnert Park, CA

Monitoring performed on October 17 and 18, 2005

Groundwater Monitoring Report 051017-BR-2

This report covers the routine monitoring of groundwater wells at this Shell-branded facility. In
accordance with standard procedures that conform to Regional Water Quality Control Board
requirements, routine field data collection includes depth to water, total well depth, thickness of
any separate immiscible layer, water column volume, calculated purge volume (if applicable),
elapsed evacuation time (if applicable), total volume of water removed (if applicable), and
standard water parameter instrument readings. Sample material is collected, contained, stored,
and transported to the laboratory in conformance with EPA standards. Purgewater (if applicable)
is, likewise, collected and transported to the Martinez Refining Company.

Basic field information is presented alongside analytical values excerpted from the laboratory
report in the cumulative table of WELL CONCENTRATIONS. The full analytical report for
the most recent samples and the field data sheets are attached to this report.

At a minimum, Blaine Tech Services, Inc. field personnel are certified on completion of a forty-
hour Hazardous Materials and Emergency Response training course per 29 CFR 1910.120. Field
personnel are also enrolled in annual eight-hour refresher courses.

SAN JOSE SACRAMENTO LOS ANGELES SAN DIEGO
1680 ROGERS AVENUE SAN JOSE, CA 95112-1105 (408) 573-0555 FAX {408) 573-7771 LIC. 746684 www.blainetech.com



Blaine Tech Services, Inc. conducts sampling and documentation assignments of this type as an
independent third party. Our activities at this site consisted of objective data and sample
collection only. No interpretation of analytical results, defining of hydrological conditions or
formulation of recommendations was performed.

Please call if you have any questions.

Yours truly,

Jason Brown
Project Coordinator

JB/jn

attachments: Cumulative Table of WELL CONCENTRATIONS
Certified Analytical Report
Field Data Sheets

cc: Mike Murphy
Cambria Environmental Technology, Inc.
P.O. Box 259
Sonoma, CA 95476-0259



WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-1 07/05/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.73 6.43 88.30
S-1 07/07/2000 | <5,000 NA <50.0 | <50.0 | <50.0 | <50.0 [ 112,000 116,000 NA NA NA NA NA NA NA 94.73 6.44 88.29
S-1 10/10/2000 | <5,000 NA <50.0 | <50.0 | <50.0 | <50.0 | 101,000 | 91,400 |<2,000{ <2,000 | <2,000 | <100,000 NA NA NA 94.73 7.07 87.66
S-1 01/02/2001 | <10,000 NA <100 <100 <100 <100 | 46,700 | 57,700 |[<2,000| <2,000 | <2,000 | <40,000 NA NA NA 94.73 5.94 88.79
S-1 06/21/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 24,000 [ <5.0 <5.0 6.9 6,500 NA NA NA 94.73 6.76 87.97
S-1 08/28/2001 | <5,000 NA <50 <50 <50 <50 NA 27,000 <50 <50 <50 4,700 NA NA <500 94.73 7.07 87.66
S-1 10/22/2001 | <5,000 NA <50 <50 <50 <50 NA 29,000 [ <50 <50 <50 5,800 NA NA <500 94.73 7.48 87.25
S-1 01/02/2002 | <5,000 NA <50 <50 <50 <50 NA 17,000 <50 <50 <50 7,800 NA NA <500 94.73 3.82 90.91
S-1 05/02/2002 | <2,000 <50 <20 <20 <20 <20 NA 12,000 | <20 <20 <20 6,800 <20 <20 NA 94.82 5.70 89.12
S-1 07/08/2002 | <5,000 <50 a <50 <50 <50 <50 NA 15,000 <50 <50 <50 4,700 <50 <50 NA 94.82 6.59 88.23
S-1 10/01/2002 | <2,000 | <50 a <20 <20 <20 <20 NA 11,000 | <20 <20 <20 1,000 <20 <20 NA 94.82 6.61 88.21
S-1 01/07/2003 | <1,000 <50 a <10 <10 <10 <10 NA 4,900 <10 <10 <10 5,000 <10 <10 NA 94.82 4.95 89.87
S-1 04/03/2003 <200 <50 a <1.5 <1.5 <1.5 <1.5 NA 500 <2.0 <2.0 <2.0 150 <2.0 <2.0 NA 94.82 5.70 89.12
S-1 07/16/2003 | <1,000 <50 a <10 <10 <10 <20 NA 1,300 <40 <40 <40 690 <10 <10 NA 94.82 13.79 81.03
S-1 10/01/2003 | <1,000 | 62 a,b <10 <10 <10 <20 NA 1,400 NA NA <40 550 NA NA NA 94.82 12.31 82.51
S-1 01/13/2004 | <1,000 <50 a <10 <10 <10 <20 NA 1,700 NA NA <40 260 NA NA NA 94.82 5.48 89.34
S-1 04/06/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 100 NA NA <2.0 210 NA NA NA 94.82 6.21 88.61
S-1 07/07/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 520 <10 <10 <10 340 NA NA NA 94.82 9.83 84.99
S-1 10/14/2004 <50 71ab | <0.50 | <0.50 [ <0.50 <1.0 NA 170 NA NA <2.0 590 NA NA NA 94.82 9.35 85.47
S-1 01/18/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 100 NA NA <2.0 75 NA NA NA 94.82 7.99 86.83
S-1 4/6/005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 47 NA NA <2.0 150 NA NA NA 94.82 5.89 88.93
S-1 07/05/2005 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 12 <0.50 | <0.50 | <0.50 100 NA NA NA 94.82 8.70 86.12
S-1 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 13 NA NA <2.0 78 NA NA NA 94.82 8.07 86.75
S-2 07/05/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.76 7.40 88.36
S-2 07/07/2000 <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 677 553 NA NA NA NA NA NA NA 95.76 7.45 88.31
S-2 10/10/2000 | <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 783 1,090 | <20.0 | <20.0 | <20.0 | <1,000 NA NA NA 95.76 7.53 88.23
S-2 01/02/2001 <500 NA <5.00 | <5.00 | <5.00 | <5.00 1,450 1,520 <100 | <100 | <100 <2,000 NA NA NA 95.76 7.33 88.43
S-2 06/21/2001 <200 NA <2.0 <2.0 <2.0 <2.0 NA 550 <2.0 <2.0 <2.0 48 NA NA NA 95.76 7.77 87.99
S-2 08/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 81 <2.0 <2.0 <2.0 <50 NA NA <500 95.76 8.16 87.60
S-2 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 94 <2.0 <2.0 <2.0 <50 NA NA <500 95.76 8.54 87.22
S-2 01/02/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 490 <2.0 <2.0 <2.0 <50 NA NA <500 95.76 4.95 90.81
S-2 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 9.4 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 6.76 89.09
S-2 07/08/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 47 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 7.52 88.33
S-2 10/01/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 29 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 7.67 88.18
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-2 01/07/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 270 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 5.98 89.87
S-2 04/03/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 8.0 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.85 6.75 89.10
S-2 07/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 13 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 95.85 12.46 83.39
S-2 10/01/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 25 NA NA <2.0 <5.0 NA NA NA 95.85 11.91 83.94
S-2 01/13/2004 <50 53ab | <0.50 [ <0.50 | <0.50 <1.0 NA 1.1 NA NA <2.0 <5.0 NA NA NA 95.85 6.19 89.66
S-2 04/06/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.2 NA NA <2.0 <5.0 NA NA NA 95.85 7.02 88.83
S-2 07/07/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 0.69 <2.0 <2.0 <2.0 <5.0 NA NA NA 95.85 10.00 85.85
S-2 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 95.85 9.74 86.11
S-2 01/18/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 0.85 NA NA <2.0 <5.0 NA NA NA 95.85 7.50 88.35
S-2 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 0.62 NA NA <2.0 <5.0 NA NA NA 95.85 6.62 89.23
S-2 07/05/2005 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 | <0.50 [ <0.50 | <0.50 <5.0 NA NA NA 95.85 8.72 87.13
S-2 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 95.85 8.47 87.38
S-3 07/05/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.49 6.32 88.17
S-3 07/07/2000 | <2,000 NA <20.0 | <20.0 | <20.0 | <20.0 | 30,100 | 25,200 NA NA NA NA NA NA NA 94.49 6.33 88.16
S-3 10/10/2000 | <2,500 NA <25.0 | <25.0 | <25.0 | <25.0 | 36,300 | 34,600 [ <500 [ <500 | <500 | <25,000 NA NA NA 94.49 7.00 87.49
S-3 01/02/2001 | <10,000 NA <100 <100 <100 <100 | 35,100 | 38,300 [<2,000| <2,000 | <2,000 | <40,000 NA NA NA 94.49 5.79 88.70
S-3 06/21/2001 | <5,000 NA <50 <50 <50 74 NA 48,000 | <50 <50 <50 13,000 NA NA NA 94.49 7.06 87.43
S-3 08/28/2001 | <5,000 NA <50 <50 <50 <50 NA 40,000 <50 <50 <50 13,000 NA NA <500 94.49 6.81 87.68
S-3 10/22/2001 | <20,000 NA <200 <200 <200 <200 NA 46,000 | <200 | <200 | <200 15,000 NA NA <2,000 | 94.49 7.26 87.23
S-3 01/02/2002 | <10,000 NA <100 <100 <100 <100 NA 50,000 [ <100 | <100 | <100 6,900 NA NA <1,000 | 94.49 4.25 90.24
S-3 05/02/2002 | <20,000 <50 <200 <200 <200 <200 NA 75,000 | <200 [ <200 | <200 18,000 <200 <200 NA 94.58 5.85 88.73
S-3 07/08/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.58 6.76 87.82
S-3 07/09/2002 | <20,000 | <50 a <200 <200 <200 <200 NA 84,000 [ <200 [ <200 | <200 15,000 <200 <200 NA 94.58 NA NA
S-3 10/01/2002 | <20,000 | <50 a <200 <200 <200 <200 NA 79,000 [ <200 | <200 | <200 16,000 <200 <200 NA 94.58 6.45 88.13
S-3 01/07/2003 | <20,000 | <50 a <200 <200 <200 <200 NA 78,000 [ <200 [ <200 | <200 11,000 <200 <200 NA 94.58 5.00 89.58
S-3 04/03/2003 | <20,000 | <50 a <200 <200 <200 <200 NA 75,000 [ <200 | <200 | <200 6,400 <200 <200 NA 94.58 6.22 88.36
S-3 07/16/2003 | <50,000 | <50 a <500 <500 <500 | <1,000 NA 110,000 [ <2,000 <2,000 | <2,000 [ 14,000 <500 <500 NA 94.58 12.10 82.48
S-3 10/01/2003 | <25,000 | <50 a <250 <250 <250 <500 NA 80,000 NA NA | <1,000| 10,000 NA NA NA 94.58 11.68 82.90
S-3 01/13/2004 | <50,000 [ 70a,b | <500 <500 <500 | <1,000 NA 64,000 NA NA | <2,000| 8,500 NA NA NA 94.58 6.48 88.10
S-3 04/06/2004 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.58 7.91 86.67
S-3 04/07/2004 | <50,000 | <50 a <500 <500 <500 | <1,000 NA 40,000 NA NA | <2,000| <5,000 NA NA NA 94.58 NA NA
S-3 07/07/2004 | <25,000 | 70 a,b <250 <250 <250 <500 NA 40,000 |<1,000| <1,000| <1,000| 2,700 NA NA NA 94.58 9.53 85.05
S-3 10/14/2004 | <25,000 | 68 a,b | <250 <250 <250 <500 NA 32,000 NA NA | <1,000| 5,800 NA NA NA 94.58 9.20 85.38
S-3 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.58 7.95 86.63
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WELL CONCENTRATIONS

5060 Redwood Drive

Rohnert Park, CA

Shell-branded Service Station

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-3 01/19/2005 | <25,000 | <50 a <250 <250 <250 <500 NA 33,000 NA NA |<1,000| 3,900 NA NA NA 94.58 NA NA
S-3 04/06/2005 | <25,000 <50 <250 <250 <250 <500 NA 18,000 NA NA | <1,000| 9,700 NA NA NA 94.58 7.05 87.53
S-3 07/05/2005 | <2,500 <50 a <25 <25 <25 <25 NA 12,000 <25 <25 <25 1,100 NA NA NA 94.58 7.2 87.38
S-3 10/17/2005 | <2,500 <50 a <25 <25 <25 <50 NA 8,400 NA NA <100 750 NA NA NA 94.58 7.87 86.71
S-4 07/05/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.91 6.81 88.10
S-4 07/07/2000 <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 | 3,470 4,030 NA NA NA NA NA NA NA 94.91 6.80 88.11
S-4 10/10/2000 | <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 | 2,600 3,370 | <40.0 | <40.0 | <40.0 [ <2,000 NA NA NA 94.91 7.86 87.05
S-4 01/02/2001 <500 NA <5.00 | <5.00 | <5.00 | <5.00 1,580 2,240 <100 | <100 | <100 <2,000 NA NA NA 94.91 6.61 88.30
S-4 06/21/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 2,200 <5.0 <5.0 <5.0 110 NA NA NA 94.91 7.15 87.76
S-4 08/28/2001 | <1,000 NA <10 <10 <10 <10 NA 5,400 <10 <10 <10 240 NA NA <500 94.91 7.41 87.50
S-4 10/22/2001 | <2,000 NA <20 <20 <20 <20 NA 7,500 <20 <20 <20 250 NA NA <500 94.91 7.75 87.16
S-4 01/02/2002 <500 NA <5.0 <5.0 <5.0 <5.0 NA 2,900 <5.0 <5.0 5.3 140 NA NA <500 94.91 4.80 90.11
S-4 05/02/2002 | <1,000 <50 <10 <10 <10 <10 NA 4,600 <10 <10 <10 400 <10 <10 NA 95.00 6.70 88.30
S-4 07/08/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.00 6.90 88.10
S-4 07/09/2002 | <1,000 | <50 a <10 <10 <10 <10 NA 5,700 <10 <10 <10 100 <10 <10 NA 95.00 NA NA
S-4 10/01/2002 | <2,000 <50 a <20 <20 <20 <20 NA 7,400 <20 <20 <20 <200 <20 <20 NA 95.00 7.05 87.95
S-4 01/07/2003 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 3,000 <5.0 <5.0 <5.0 <50 <5.0 <5.0 NA 95.00 5.35 89.65
S-4 04/03/2003 | <2,500 <50 a <25 <25 <25 <25 NA 9,900 <25 <25 <25 <250 <25 <25 NA 95.00 6.26 88.74
S-4 07/16/2003 | <10,000 | <50 a <100 <100 <100 <200 NA 32,000 [ <400 [ <400 | <400 [ <1,000 <100 <100 NA 95.00 10.36 84.64
S-4 10/01/2003 | <10,000 | <50 a <100 <100 <100 <200 NA 750 NA NA <400 <1,000 NA NA NA 95.00 10.65 84.35
S-4 01/13/2004 | <5,000 | <57 a <50 <50 <50 <100 NA 5,200 NA NA <200 <500 NA NA NA 95.00 6.56 88.44
S-4 04/06/2004 | <1,000 <50 a <10 <10 <10 <20 NA 1,500 NA NA <40 1,000 NA NA NA 95.00 6.73 88.27
S-4 07/07/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 660 <10 <10 <10 270 NA NA NA 95.00 8.46 86.54
S-4 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA <2.0 340 NA NA NA 95.00 8.63 86.37
S-4 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.00 6.55 88.45
S-4 01/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA <2.0 320 NA NA NA 95.00 NA NA
S-4 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 91 NA NA <2.0 81 NA NA NA 95.00 6.22 88.78
S-4 07/05/2005 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 93 <0.50 | <0.50 | <0.50 50 NA NA NA 95.00 7.32 87.68
S-4 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 51 NA NA <2.0 17 NA NA NA 95.00 7.72 87.28
S-5 07/05/2000 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.75 6.37 88.38
S-5 07/07/2000 <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 | 1,160 878 NA NA NA NA NA NA NA 94.75 6.43 88.32
S-5 10/10/2000 | <50.0 NA <0.500 | <0.500 | <0.500 | <0.500 288 281 <4.00 | <4.00 | <4.00 <200 NA NA NA 94.75 6.90 87.85
S-5 01/02/2001 <500 NA <5.00 | <5.00 | <5.00 | <5.00 2,670 3,520 <100 | <100 | <100 <2,000 NA NA NA 94.75 6.29 88.46
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-5 06/21/2001 <250 NA <2.5 <2.5 <2.5 <2.5 NA 1,100 <2.5 <2.5 <2.5 <25 NA NA NA 94.75 6.71 88.04
S-5 08/28/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 850 <5.0 <5.0 <5.0 <50 NA NA <500 94.75 7.11 87.64
S-5 10/22/2001 <200 NA <2.0 <2.0 <2.0 <2.0 NA 1,000 <2.0 <2.0 <2.0 <50 NA NA <500 94.75 7.43 87.32
S-5 01/02/2002 <500 NA <5.0 <5.0 <5.0 <5.0 NA 1,200 <5.0 <5.0 <5.0 <50 NA NA <500 94.75 4.06 90.69
S-5 05/02/2002 <200 <50 <2.0 <2.0 <2.0 <2.0 NA 1,100 <2.0 <2.0 <2.0 52 <2.0 <2.0 NA 94.84 5.87 88.97
S-5 07/08/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.84 NA NA
S-5 07/09/2002 <200 <50 a <2.0 <2.0 <2.0 <2.0 NA 1,200 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.84 NA NA
S-5 10/01/2002 <250 <50 a <2.5 <2.5 <2.5 <2.5 NA 1,200 <2.5 <2.5 <2.5 <50 <2.5 <2.5 NA 94.84 6.65 88.19
S-5 01/07/2003 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,500 <5.0 <5.0 <5.0 <50 <5.0 <5.0 NA 94.84 4.64 90.20
S-5 04/03/2003 <250 <50 a <2.5 <2.5 <2.5 <2.5 NA 1,100 <2.5 <2.5 <2.5 <50 <2.5 <2.5 NA 94.84 5.60 89.24
S-5 07/16/2003 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 460 <10 <10 <10 <25 <2.5 <2.5 NA 94.84 10.76 84.08
S-5 10/01/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 240 NA NA <20 <50 NA NA NA 94.84 10.37 84.47
S-5 01/13/2004 <250 98 a,b <2.5 <2.5 <2.5 <5.0 NA 420 NA NA <10 <25 NA NA NA 94.84 5.38 89.46
S-5 04/06/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 220 NA NA <10 <25 NA NA NA 94.84 6.25 88.59
S-5 07/07/2004 <250 120a,b | <25 <25 <2.5 <5.0 NA 360 <10 <10 <10 <25 NA NA NA 94.84 8.51 86.33
S-5 10/14/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 210 NA NA <10 <25 NA NA NA 94.84 8.42 86.42
S-5 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.84 5.16 89.68
S-5 01/19/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 96 NA NA <2.0 <5.0 NA NA NA 94.84 NA NA
S-5 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 120 NA NA <2.0 46 NA NA NA 94.84 5.87 88.97
S-5 07/05/2005 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 68 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 94.84 7.31 87.53
S-5 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 62 NA NA <2.0 <5.0 NA NA NA 94.84 7.15 87.69
S-6 06/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.54 7.33 88.21
S-6 06/21/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 | <0.50 | <0.50 | <0.50 <5.0 NA NA NA 95.54 7.33 88.21
S-6 08/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 0.81 <2.0 <2.0 <2.0 <50 NA NA <500 95.54 7.85 87.69
S-6 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 1.7 <2.0 <2.0 <2.0 <50 NA NA <500 95.54 8.26 87.28
S-6 01/02/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 0.61 <2.0 <2.0 <2.0 <50 NA NA <500 95.54 4.50 91.04
S-6 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 0.68 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 6.70 88.92
S-6 07/08/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 0.59 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 7.32 88.30
S-6 10/01/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 0.67 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 7.47 88.15
S-6 01/07/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 5.97 89.65
S-6 04/03/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 0.81 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.62 6.49 89.13
S-6 07/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 95.62 10.29 85.33
S-6 10/01/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.61 NA NA <2.0 <5.0 NA NA NA 95.62 10.34 85.28
S-6 01/13/2004 <50 61ab | <050 [ <0.50 | <0.50 <1.0 NA 1.3 NA NA <2.0 <5.0 NA NA NA 95.62 6.07 89.55
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-6 04/06/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 1.4 NA NA <2.0 <5.0 NA NA NA 95.62 6.79 88.83
S-6 07/07/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.70 NA NA <2.0 <5.0 NA NA NA 95.62 8.73 86.89
S-6 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 95.62 8.82 86.80
S-6 01/18/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.81 NA NA <2.0 <5.0 NA NA NA 95.62 6.05 89.57
S-6 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 1.2 NA NA <2.0 <5.0 NA NA NA 95.62 6.41 89.21
S-6 07/05/2005 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 0.64 NA NA <2.0 <5.0 NA NA NA 95.62 7.57 88.05
S-6 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.62 NA NA <2.0 <5.0 NA NA NA 95.62 7.57 88.05
S-7 04/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 97.49 8.43 89.06
S-7 05/02/2002 <50 96 <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 8.38 89.11
S-7 07/08/2002 |Well inaccessible NA NA NA NA NA NA NA NA NA NA NA NA NA 97.49 NA NA
S-7 07/30/2002 <50 65 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 9.27 88.22
S-7 10/01/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 0.87 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 9.30 88.19
S-7 01/07/2003 <50 66 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 7.42 90.07
S-7 04/03/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 97.49 8.35 89.14
S-7 07/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 97.49 10.90 86.59
S-7 10/01/2003 <50 <50 a <0.50 0.67 1.7 10 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 11.59 85.90
S-7 01/13/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 7.37 90.12
S-7 04/06/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 8.39 89.10
S-7 07/07/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 10.56 86.93
S-7 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 10.71 86.78
S-7 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 97.49 7.68 89.81
S-7 01/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 NA NA
S-7 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 7.57 89.92
S-7 07/05/2005 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 NA NA <0.50 <5.0 NA NA NA 97.49 9.07 88.42
S-7 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 97.49 9.42 88.07
S-8 04/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.24 5.75 88.49
S-8 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 5.68 88.56
S-8 07/08/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 6.13 88.11
S-8 10/01/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 6.19 88.05
S-8 01/07/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 4.98 89.26
S-8 04/03/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.24 5.78 88.46
S-8 07/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA <0.50 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 94.24 7.63 86.61
S-8 10/01/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 94.24 8.38 85.86
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive
Rohnert Park, CA

MTBE | MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME | TBA 1,2-DCA  EDB | Ethanol TOC Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
s-8 | 01132004 | <50 | 150ab| <050 | <050 | <050 | <1.0 | NA | <050 | NA | NA | <20 | <50 NA NA NA | 9424 | 499 89.25
S8 | 04/06/2004 | <50 | <50a [ <0.50 | <0.50 | <050 [ <1.0 | NA [ <050 | NA | NA [ <20 [ <50 NA NA NA | 9424 | 583 88.41
s-8 | o7072004 | <50 | 59ab [ <050 | <050 | <050 [ <1.0 | NA | <050 | NA | NA | <20 | <50 NA NA NA | 9424 | 729 86.95
S8 | 1014/2004 | <50 | 63ab [ <050 | <0.50 [ <050 [ <1.0 | NA [ <050 | NA | NA [ <20 [ <50 NA NA NA | 9424 | 767 86.57
s-8 | 01/18/2005 | NA NA NA NA NA NA NA NA | NA [ NA | NA NA NA NA NA | 9424 | 531 88.93
S8 | 01192005 | <50 | <50a [ <0.50 | <0.50 | <050 [ <1.0 | NA | <050 | NA | NA [ <20 [ <50 NA NA NA | 94.24 NA NA
s-8 | 04/06/2005 | <50 <50 | <050 | <050 | <050 [ <1.0 | NA [ <050 | NA | NA | <20 | <50 NA NA NA | 9424 | 510 89.14
s-8 | 07/05/2005 | <50 | <50a [ <0.50 | <0.50 | <0.50 [ <0.50 | NA | <050 | NA | NA [ <050 [ <50 NA NA NA | 9424 | 625 87.99
s-8 | 10/17/2005 | <50 | <50a | <0.50 | <0.50 | <0.50 [ <1.0 | NA [ <050 [ NA | NA | <20 | <50 NA NA NA | 9424 [ 652 87.72
s-9 | o06/19/2001 | NA NA NA NA NA NA NA NA | NA | NA | NA NA NA NA NA | 9507 | 730 87.77
s-9 | o6/21/2001 | <5000 [ NA [ <s0 | <50 | <50 [ <50 NA [ 39,000 [ <50 | <50 | <50 | 10,000 NA NA NA | 9507 | 735 87.72
s-9 | osr82001 | <5000 | NA | <50 | <50 | <50 [ <50 NA [ 24000 | <50 | <50 | <50 | 5300 NA NA | <500 | 9507 | 752 87.55
S-9 | 1012212001 | <5000 [ NA [ <25 | <25 | <25 [ <25 NA [ 14000 | <25 | <25 | <25 | 3200 NA NA | <500 | 9507 | 7.90 87.17
s-9 | 01/02/2002 | <10,000f NA | <100 | <100 | <100 | <100 | NA | 40,000 | <100 | <100 [ <100 [ 7,900 NA NA | <1000 | 9507 | 482 90.25
s-9 | 05/02/2002 | <5000 [ <50 [ <50 | <50 | <50 [ <50 NA [ 33,000 | <50 | <50 | <50 | 4,200 <50 <50 NA | 95.15 | 6.26 88.89
s-9 | o7/08/2002 | NA NA NA NA NA NA NA NA | NA [ NA | NA NA NA NA NA | 9515 | 673 88.42
s-9 | 07/09/2002 | <5000 | 84a [ <50 | <50 | <50 [ <50 NA [ 15000 | <50 | <50 | <50 | 1,000 <50 <50 NA | 95.15 NA NA
s-9 | 100172002 | <1000 | <s0a [ <10 | <10 | <10 [ <10 NA | 4400 [ <10 | <10 | <10 | <100 <10 <10 NA | 9515 | 6.96 88.19
s-9 | 01/07/2003 | <5000 [ 130a [ <50 | <50 | <50 [ <50 NA [ 31,000 | <50 | <50 | <50 | 1,300 <50 <50 NA | 9515 | 594 89.21
s-9 | 040312003 | <5000 | <50a [ <50 | <50 | <50 [ <50 NA | 25000 | <200 | <200 | <200 | <5000 | <200 | <200 | NA [ 9515 6.50 88.65
S-9 | 07/16/2003 | <20,000 [ <50a | <200 | <200 [ <200 | <400 | NA | 37,000 | <800 | <800 [ <800 [ <2,000 [ <200 [ <200 | NA | 95.15 | 1163 83.52
s-9 | 10/01/2003 | <10,000 | <50a [ <100 | <100 | <100 [ <200 | NA [ 16000 | NA | NA | <400 | <1,000 NA NA NA | 9515 ] 1178 83.37
S-9 | 01/13/2004 | <5,000 [ 130ab| <50 | <50 [ <50 | <100 | NA | 9900 | NA | NA [ <200 [ <500 NA NA NA | 9515 | 641 88.74
s-9 | 04/06/2004 | NA NA NA NA NA NA NA NA | NA [ NA | NA NA NA NA NA | 9515 | 735 87.80
S-9 | 04/07/2004 | <2500 | <50a [ <25 | <25 | <25 [ <50 NA [ 3100 [ NA | NA | <100 | <250 NA NA NA | 95.15 NA NA
s-9 | 070712004 | <1000 | 170ab| <10 | <10 | <10 [ <20 NA | 2800 [ <40 | <40 | <40 | <100 NA NA NA | 9515 | 1064 84.51
S-9 | 101412004 | <1,000 [ <50a [ <10 | <10 | <10 [ <20 NA [ 1200 [ NA | NA | <40 | <100 NA NA NA | 9515 | 1089 84.26
s-9 | o118/2005 | NA NA NA NA NA NA NA NA | NA [ NA | NA NA NA NA NA | 9515 | 933 85.82
s-9 | 011912005 | <1,000 [ <50a [ <10 | <10 | <10 [ <20 NA 970 | NA [ NA | <40 | <100 NA NA NA | 95.15 NA NA
s-9 | 04/06/2005 | <1000 | <50 [ <10 | <10 | <10 [ <20 NA 600 | NA [ NA | <40 | <100 NA NA NA | 9515 | 733 87.82
s-9 | o07/052005 [ <70 | <s0a | <0.70 | <0.70 [ <0.70 | <0.70 | NA 360 [ <070 [ <070 | <0.70 | <50 NA NA NA | 9515 | 987 85.28
S-9 | 10/17/2005 | <250 | <50a | <25 | <25 | <25 | <5.0 | NA 250 | NA [ NA | <10 <25 NA NA NA | 9515 [ 10.11 85.04
S-10 | 06/19/2001 | NA NA [ Na | NA [ Na [ Na | NA NA | NA | Na | NA | NA NA NA NA | 9422 | 6.27 87.95
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-10 06/21/2001 <200 NA <2.0 <2.0 <2.0 <2.0 NA 770 <2.0 <2.0 <2.0 <20 NA NA NA 94.22 7.14 87.08
S-10 08/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 30 <2.0 <2.0 <2.0 <50 NA NA <500 94.22 6.68 87.54
S-10 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 49 <2.0 <2.0 <2.0 <50 NA NA <500 94.22 7.21 87.01
S-10 01/02/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 230 <2.0 <2.0 <2.0 <50 NA NA <500 94.22 4.16 90.06
S-10 05/02/2002 <100 <50 <1.0 <1.0 <1.0 <1.0 NA 350 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 5.85 88.45
S-10 07/08/2002 <100 <50 a <1.0 <1.0 <1.0 <1.0 NA 530 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 6.48 87.82
S-10 10/01/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 360 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 6.64 87.66
S-10 01/07/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 2,200 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.30 5.89 88.41
S-10 04/03/2003 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,500 <20 <20 <20 <500 <20 <20 NA 94.30 5.92 88.38
S-10 07/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 190 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 94.30 11.35 82.95
S-10 10/01/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 26 NA NA <2.0 <5.0 NA NA NA 94.30 11.85 82.45
S-10 01/13/2004 <50 150 a,b | <0.50 | <0.50 | <0.50 <1.0 NA 2.9 NA NA <2.0 <5.0 NA NA NA 94.30 6.10 88.20
S-10 04/06/2004 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.30 6.80 87.50
S-10 04/07/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 6.9 NA NA <2.0 <5.0 NA NA NA 94.30 NA NA
S-10 07/07/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 11 <2.0 <2.0 <2.0 <5.0 NA NA NA 94.30 7.33 86.97
S-10 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 11 NA NA <2.0 <5.0 NA NA NA 94.30 7.84 86.46
S-10 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.30 6.31 87.99
S-10 01/19/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 5.2 NA NA <2.0 <5.0 NA NA NA 94.30 NA NA
S-10 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 1.4 NA NA <2.0 <5.0 NA NA NA 94.30 5.55 88.75
S-10 07/05/2005 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 0.88 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 94.30 6.23 88.07
S-10 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.3 NA NA <2.0 <5.0 NA NA NA 94.30 7.13 87.17
S-11 06/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.38 7.72 87.66
S-11 06/21/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 10 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 95.38 7.87 87.51
S-11 08/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 22 <2.0 <2.0 <2.0 <50 NA NA <500 95.38 7.83 87.55
S-11 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 5.8 <2.0 <2.0 <2.0 <50 NA NA <500 95.38 8.28 87.10
S-11 01/02/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 8.5 <2.0 <2.0 <2.0 <50 NA NA <500 95.38 5.18 90.20
S-11 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 11 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.47 7.04 88.43
S-11 07/08/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 4.9 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.47 7.52 87.95
S-11 10/01/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 11 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.47 7.68 87.79
S-11 01/07/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 9.5 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.47 6.68 88.79
S-11 04/03/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 27 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 95.47 7.28 88.19
S-11 07/16/2003 180 <50 a <0.50 | <0.50 1.5 1.6 NA 2.3 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 95.47 9.51 85.96
S-11 10/01/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.61 NA NA <2.0 <5.0 NA NA NA 95.47 10.30 85.17
S-11 01/13/2004 <50 130 a,b | <0.50 | <0.50 | <0.50 <1.0 NA 0.59 NA NA <2.0 <5.0 NA NA NA 95.47 6.73 88.74
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-11 04/06/2004 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.47 7.35 88.12
S-11 04/07/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 0.60 NA NA <2.0 <5.0 NA NA NA 95.47 NA NA
S-11 07/07/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 0.65 <2.0 <2.0 <2.0 <5.0 NA NA NA 95.47 7.99 87.48
S-11 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.53 NA NA <2.0 <5.0 NA NA NA 95.47 8.51 86.96
S-11 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 95.47 6.96 88.51
S-11 01/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 0.55 NA NA <2.0 <5.0 NA NA NA 95.47 NA NA
S-11 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA <0.50 NA NA <2.0 <5.0 NA NA NA 95.47 6.62 88.85
S-11 07/05/2005 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA <0.50 | <0.50 | <0.50 | <0.50 <5.0 NA NA NA 95.47 7.25 88.22
S-11 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.59 NA NA <2.0 <5.0 NA NA NA 95.47 7.65 87.82
S-12 06/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.35 6.65 87.70
S-12 06/21/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 3.1 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 94.35 6.74 87.61
S-12 08/28/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 3.4 <2.0 <2.0 <2.0 <50 NA NA <500 94.35 6.97 87.38
S-12 10/22/2001 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 3.7 <2.0 <2.0 <2.0 <50 NA NA <500 94.35 7.19 87.16
S-12 01/02/2002 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 1.2 <2.0 <2.0 <2.0 <50 NA NA <500 94.35 3.90 90.45
S-12 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 2.2 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.44 5.93 88.51
S-12 07/08/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 2.2 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.44 6.46 87.98
S-12 10/01/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 2.4 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.44 6.63 87.81
S-12 01/07/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 5.4 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.44 5.53 88.91
S-12 04/03/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 2.5 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 94.44 6.18 88.26
S-12 07/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 1.7 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 94.44 8.33 86.11
S-12 10/01/2003 <50 <50a | <0.50 0.76 <0.50 1.5 NA 7.9 NA NA <2.0 <5.0 NA NA NA 94.44 9.11 85.33
S-12 01/13/2004 <50 140 a,b | <0.50 | <0.50 | <0.50 <1.0 NA 1.4 NA NA <2.0 <5.0 NA NA NA 94.44 5.65 88.79
S-12 04/06/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.9 NA NA <2.0 <5.0 NA NA NA 94.44 6.22 88.22
S-12 07/07/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 2.1 NA NA <2.0 <5.0 NA NA NA 94.44 6.98 87.46
S-12 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.0 NA NA <2.0 <5.0 NA NA NA 94.44 7.43 87.01
S-12 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.44 5.87 88.57
S-12 01/19/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.4 NA NA <2.0 <5.0 NA NA NA 94.44 NA NA
S-12 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 1.2 NA NA <2.0 <5.0 NA NA NA 94.44 5.48 88.96
S-12 07/05/2005 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 0.69 NA NA <0.50 <5.0 NA NA NA 94.44 6.15 88.29
S-12 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 0.67 NA NA <2.0 <5.0 NA NA NA 94.44 6.51 87.93
S-13 06/19/2001 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.39 6.12 87.27
S-13 06/21/2001 <250 NA <2.5 <2.5 <2.5 <2.5 NA 1,500 <2.5 <2.5 <2.5 49 NA NA NA 93.39 7.04 86.35
S-13 08/28/2001 <500 NA <5.0 <5.0 <5.0 <5.0 NA 1,900 <5.0 <5.0 <5.0 <50 NA NA <500 93.39 5.96 87.43
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-13 10/22/2001 <250 NA <2.5 <2.5 <2.5 <2.5 NA 1,300 <2.5 <2.5 <25 <50 NA NA <500 93.39 6.27 87.12
S-13 01/02/2002 <500 NA <5.0 <5.0 <5.0 <5.0 NA 1,500 <5.0 <5.0 <5.0 <50 NA NA <500 93.39 4.90 88.49
S-13 05/02/2002 <500 <50 <5.0 <5.0 <5.0 <5.0 NA 2,400 <5.0 <5.0 <5.0 120 <5.0 <5.0 NA 93.48 5.33 88.15
S-13 07/08/2002 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,300 <5.0 <5.0 <5.0 <50 <5.0 <5.0 NA 93.48 6.30 87.18
S-13 10/01/2002 <500 <50 a <5.0 <5.0 <5.0 <5.0 NA 2,600 <5.0 <5.0 <5.0 71 <5.0 <5.0 NA 93.48 6.15 87.33
S-13 01/07/2003 | <1,000 | <50 a <10 <10 <10 <10 NA 3,100 <10 <10 <10 <100 <10 <10 NA 93.48 5.33 88.15
S-13 04/03/2003 | <1,000 <50 a <10 <10 <10 <10 NA 3,600 <10 <10 <10 <100 <10 <10 NA 93.48 5.75 87.73
S-13 07/16/2003 | <1,300 | <50 a <13 <13 14 80 NA 3,200 <50 <50 <50 <130 <13 <13 NA 93.48 8.42 85.06
S-13 10/01/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 790 NA NA <20 <50 NA NA NA 93.48 9.10 84.38
S-13 01/13/2004 <200 76 a,b <2.0 <2.0 <2.0 <4.0 NA 360 NA NA <8.0 <20 NA NA NA 93.48 5.74 87.74
S-13 04/06/2004 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 6.19 87.29
S-13 04/07/2004 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 190 NA NA <10 <25 NA NA NA 93.48 NA NA
S-13 07/07/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 120 <2.0 <2.0 <2.0 14 NA NA NA 93.48 7.29 86.19
S-13 10/14/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 47 NA NA <2.0 12 NA NA NA 93.48 7.78 85.70
S-13 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 5.86 87.62
S-13 01/19/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 39 NA NA <2.0 17 NA NA NA 93.48 NA NA
S-13 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 15 NA NA <2.0 <5.0 NA NA NA 93.48 5.71 87.77
S-13 07/05/2005 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 11 <0.50 | <0.50 | <0.50 10 NA NA NA 93.48 5.58 87.90
S-13 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 5.0 NA NA <2.0 <5.0 NA NA NA 93.48 7.28 86.20
S-14 04/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.13 4.95 88.18
S-14 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 1.9 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 4.90 88.23
S-14 07/08/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.13 5.45 87.68
S-14 07/09/2002 <50 110a | <0.50 | <0.50 | <0.50 | <0.50 NA 43 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 NA NA
S-14 10/01/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 4.8 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 5.61 87.52
S-14 01/07/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 4.0 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 4.53 88.60
S-14 04/03/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 6.4 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.13 4.97 88.16
S-14 07/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 6.6 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 93.13 5.80 87.33
S-14 10/01/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 13 NA NA <2.0 <5.0 NA NA NA 93.13 7.32 85.81
S-14 01/13/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 25 NA NA <2.0 <5.0 NA NA NA 93.13 4.42 88.71
S-14 04/06/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 10 NA NA <2.0 <5.0 NA NA NA 93.13 5.06 88.07
S-14 07/07/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 8.7 <2.0 <2.0 <2.0 <5.0 NA NA NA 93.13 6.23 86.90
S-14 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 3.6 NA NA <2.0 <5.0 NA NA NA 93.13 6.73 86.40
S-14 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.13 4.15 88.98
S-14 01/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 7.3 NA NA <2.0 <5.0 NA NA NA 93.13 NA NA
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-14 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 11 NA NA <2.0 <5.0 NA NA NA 93.13 4.23 88.90
S-14 07/05/2005 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 13 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 93.13 4.82 88.31
S-14 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 1.8 NA NA <2.0 <5.0 NA NA NA 93.13 5.72 87.41
S-15 04/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.19 4.98 88.21
S-15 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 14 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 4.92 88.27
S-15 07/08/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.19 5.49 87.70
S-15 07/09/2002 <50 57 a <0.50 | <0.50 | <0.50 | <0.50 NA 31 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 NA NA
S-15 10/01/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 60 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 5.60 87.59
S-15 01/07/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 36 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 4.30 88.89
S-15 04/03/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 18 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 93.19 4.98 88.21
S-15 07/16/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 17 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 93.19 6.65 86.54
S-15 10/01/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 30 NA NA <2.0 <5.0 NA NA NA 93.19 8.67 84.52
S-15 01/13/2004 <50 68 a,b | <0.50 | <0.50 [ <0.50 <1.0 NA 12 NA NA <2.0 <5.0 NA NA NA 93.19 4.30 88.89
S-15 04/06/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 13 NA NA <2.0 <5.0 NA NA NA 93.19 5.20 87.99
S-15 07/07/2004 <50 61a,b | <0.50 | <0.50 [ <0.50 <1.0 NA 40 <2.0 <2.0 <2.0 <5.0 NA NA NA 93.19 6.13 87.06
S-15 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 66 NA NA <2.0 <5.0 NA NA NA 93.19 6.73 86.46
S-15 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.19 4.46 88.73
S-15 01/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 18 NA NA <2.0 <5.0 NA NA NA 93.19 NA NA
S-15 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 9.4 NA NA <2.0 <5.0 NA NA NA 93.19 4.15 89.04
S-15 07/05/2005 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 5.3 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 93.19 5.10 88.09
S-15 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 29 NA NA <2.0 <5.0 NA NA NA 93.19 5.79 87.40
S-16 04/29/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 92.71 4.65 88.06
S-16 05/02/2002 <50 <50 <0.50 | <0.50 | <0.50 | <0.50 NA 72 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 4.62 88.09
S-16 07/08/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 92.71 5.21 87.50
S-16 07/09/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 59 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 NA NA
S-16 10/01/2002 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 130 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 5.35 87.36
S-16 01/07/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 57 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 3.92 88.79
S-16 04/03/2003 <50 <50a | <0.50 | <0.50 | <0.50 | <0.50 NA 98 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA 92.71 4.68 88.03
S-16 07/16/2003 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 110 <2.0 <2.0 <2.0 <5.0 <0.50 <0.50 NA 92.71 5.65 87.06
S-16 10/01/2003 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 44 NA NA <2.0 <5.0 NA NA NA 92.71 7.71 85.00
S-16 01/13/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 71 NA NA <2.0 <5.0 NA NA NA 92.71 4.32 88.39
S-16 04/06/2004 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 33 NA NA <2.0 <5.0 NA NA NA 92.71 5.58 87.13
S-16 07/07/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 70 <2.0 <2.0 <2.0 <5.0 NA NA NA 92.71 5.87 86.84
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
S-16 10/14/2004 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 76 NA NA <2.0 <5.0 NA NA NA 92.71 6.20 86.51
S-16 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 92.71 3.91 88.80
S-16 01/19/2005 <50 <50 a <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA <2.0 <5.0 NA NA NA 92.71 NA NA
S-16 04/06/2005 <50 <50 <0.50 | <0.50 | <0.50 <1.0 NA 74 NA NA <2.0 <5.0 NA NA NA 92.71 4.13 88.58
S-16 07/05/2005 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 26 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 92.71 4.95 87.76
S-16 10/17/2005 <50 <50a | <0.50 | <0.50 | <0.50 <1.0 NA 120 NA NA <2.0 8.8 NA NA NA 92.71 5.45 87.26
EW-1 08/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 5.45 NA
EW-1 08/21/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 270 NA NA NA NA NA NA NA NA 5.61 NA
EW-1 10/02/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 450 NA NA NA NA NA NA NA NA 5.56 NA
EW-1 01/07/2003 <200 <50 a <2.0 <2.0 <2.0 <2.0 NA 1,200 NA NA NA NA NA NA NA NA 4.58 NA
EW-1 04/03/2003 790 <50 a <2.0 <2.0 <2.0 8.5 NA 900 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA NA 4.04 NA
EW-1 07/16/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 2,000 <20 <20 <20 <50 <5.0 <5.0 NA 93.26 16.86 76.40
EW-1 10/01/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.26 16.58 76.68
EW-1 01/13/2004 | <1,000 NA <10 <10 <10 <20 NA 1,600 NA NA NA <100 NA NA NA 93.26 3.96 89.30
EW-1 04/06/2004 | <1,000 NA <10 <10 <10 <20 NA 850 NA NA NA <100 NA NA NA 93.26 5.08 88.18
EW-1 07/07/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 97 <2.0 <2.0 <2.0 22 NA NA NA 93.26 16.64 76.62
EW-1 10/14/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA NA 22 NA NA NA 93.26 16.67 76.59
EW-1 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.26 16.48 76.78
EW-1 01/19/2005 <100 NA <1.0 <1.0 <1.0 <2.0 NA 210 NA NA NA 18 NA NA NA 93.26 NA NA
EW-1 04/06/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 130 NA NA NA 9.1 NA NA NA 93.26 6.89 86.37
EW-1 07/05/2005 <100 NA <1.0 <1.0 <1.0 <1.0 NA 770 <1.0 <1.0 <1.0 <5.0 NA NA NA 93.26 4.60 88.66
EW-1 10/17/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 51 NA NA NA 30 NA NA NA 93.26 16.35 76.91
EW-2 | 08/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 5.55 NA
EW-2 | 08/21/2002 <250 <50 a <2.5 <2.5 <2.5 <2.5 NA 1,400 NA NA NA NA NA NA NA NA 5.61 NA
EW-2 10/02/2002 <200 <50 a <2.0 <2.0 <2.0 <2.0 NA 880 NA NA NA NA NA NA NA NA 5.71 NA
EW-2 | 01/07/2003 [ <1,000 | <50 a <10 <10 <10 <10 NA 3,700 NA NA NA NA NA NA NA NA 4.82 NA
EW-2 | 04/03/2003 1,000 <50 a <5.0 <5.0 <5.0 6.6 NA 2,300 <5.0 <5.0 <5.0 130 <5.0 <5.0 NA NA 3.94 NA
EW-2 | 07/16/2003 <500 <50 a <5.0 <5.0 <5.0 <10 NA 1,800 <20 <20 <20 140 <5.0 <5.0 NA 93.48 16.34 77.14
EW-2 10/01/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 16.38 77.10
EW-2 | 01/13/2004 <250 NA <2.5 <2.5 <2.5 <5.0 NA 410 NA NA NA <25 NA NA NA 93.48 3.86 89.62
EW-2 | 04/06/2004 <250 NA <2.5 <25 <2.5 <5.0 NA 310 NA NA NA <25 NA NA NA 93.48 5.00 88.48
EW-2 | 07/07/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 29 <2.0 <2.0 <2.0 <5.0 NA NA NA 93.48 16.40 77.08
EW-2 10/14/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 12 NA NA NA <5.0 NA NA NA 93.48 16.30 77.18
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
EW-2 | 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.48 16.12 77.36
EW-2 | 01/19/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 110 NA NA NA <5.0 NA NA NA 93.48 NA NA
EW-2 | 04/06/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 68 NA NA NA <5.0 NA NA NA 93.48 16.26 77.22
EW-2 | 07/05/2005 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 13 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 93.48 16.35 7713
EW-2 | 10/17/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 10 NA NA NA <5.0 NA NA NA 93.48 15.21 78.27
EW-3 | 08/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 5.78 NA
EW-3 | 08/21/2002 [ <20,000 | <50 a <200 <200 <200 <200 NA 63,000 NA NA NA NA NA NA NA NA 5.66 NA
EW-3 10/02/2002 | <20,000 | <50 a <200 <200 <200 <200 NA 49,000 NA NA NA NA NA NA NA NA 5.72 NA
EW-3 | 01/07/2003 [ <10,000 | <50 a <100 <100 <100 <100 NA 43,000 NA NA NA NA NA NA NA NA 4.54 NA
EW-3 | 04/03/2003 | <1,000 <50 a <10 <10 <10 20 NA 37,000 <10 <10 <10 1,800 <10 <10 NA NA 3.98 NA
EW-3 | 07/16/2003 [ <13,000 | <50 a <130 <130 <130 <250 NA 35,000 [ <500 [ <500 | <500 3,700 <130 <130 NA 93.80 16.72 77.08
EW-3 10/01/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.80 16.93 76.87
EW-3 | 01/13/2004 | <10,000 NA <100 <100 <100 <200 NA 13,000 NA NA NA <1,000 NA NA NA 93.80 3.97 89.83
EW-3 | 04/06/2004 | <10,000 NA <100 <100 <100 <200 NA 11,000 NA NA NA <1,000 NA NA NA 93.80 4.89 88.91
EW-3 | 07/07/2004 | <10,000 NA <100 <100 <100 <200 NA 11,000 | <400 | <400 | <400 | <1,000 NA NA NA 93.80 16.75 77.05
EW-3 10/14/2004 | <10,000 NA <100 <100 <100 <200 NA 8,400 NA NA NA <1,000 NA NA NA 93.80 16.78 77.02
EW-3 | 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 93.80 16.49 77.31
EW-3 | 01/19/2005 | <2,500 NA <25 <25 <25 <50 NA 6,200 NA NA NA <250 NA NA NA 93.80 NA NA
EW-3 | 04/06/2005 | <2,500 NA <25 <25 <25 <50 NA 4,400 NA NA NA <250 NA NA NA 93.80 16.43 77.37
EW-3 | 07/05/2005 <700 NA <7.0 <7.0 <7.0 <7.0 NA 4,100 <7.0 <7.0 <7.0 <40 NA NA NA 93.80 16.25 77.55
EW-3 | 10/17/2005 | <2,500 NA <25 <25 <25 <50 NA 2,100 NA NA NA <250 NA NA NA 93.80 16.02 77.78
EW-4 | 08/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 6.43 NA
EW-4 | 08/21/2002 | <2,500 <50 a <25 <25 <25 <25 NA 12,000 NA NA NA NA NA NA NA NA 7.10 NA
EW-4 | 10/02/2002 [ <2,000 | <50 a <20 <20 <20 <20 NA 8,800 NA NA NA NA NA NA NA NA 6.73 NA
EW-4 | 01/07/2003 | <1,000 <50 a <10 <10 <10 <10 NA 3,800 NA NA NA NA NA NA NA NA 4.74 NA
EW-4 | 04/03/2003 410 <50 a <2.5 <2.5 <2.5 8.0 NA 1,100 <2.5 <2.5 <2.5 980 <2.5 <2.5 NA NA 4.05 NA
EW-4 | 07/16/2003 | <5,000 <50 a <50 <50 <50 <100 NA 10,000 | <200 | <200 | <200 1,100 <50 <50 NA 94.55 14.20 80.35
EW-4 10/01/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.55 12.01 82.54
EW-4 | 01/13/2004 | <1,000 NA <10 <10 <10 <20 NA 1,500 NA NA NA 290 NA NA NA 94.55 3.92 90.63
EW-4 | 04/06/2004 <100 NA <1.0 <1.0 <1.0 <2.0 NA 230 NA NA NA <10 NA NA NA 94.55 4.96 89.59
EW-4 | 07/07/2004 <250 NA <2.5 <25 <2.5 <5.0 NA 250 <10 <10 <10 <25 NA NA NA 94.55 8.94 85.61
EW-4 10/14/2004 55d NA <0.50 | <0.50 | <0.50 <1.0 NA 94 NA NA NA <5.0 NA NA NA 94.55 7.86 86.69
EW-4 | 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.55 7.57 86.98
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive

Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)
EW-4 | 01/19/2005 <100 NA <1.0 <1.0 <1.0 <2.0 NA 190 NA NA NA 22 NA NA NA 94.55 NA NA
EW-4 | 04/06/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 150 NA NA NA 6.3 NA NA NA 94.55 4.38 90.17
EW-4 | 07/05/2005 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 56 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 94.55 7.65 86.90
EW-4 | 10/17/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 25 NA NA NA <5.0 NA NA NA 94.55 6.75 87.80
EW-5 | 08/16/2002 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 6.33 NA
EW-5 | 08/21/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 210 NA NA NA NA NA NA NA NA 6.69 NA
EW-5 10/02/2002 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 170 NA NA NA NA NA NA NA NA 6.57 NA
EW-5 | 01/07/2003 <50 <50 a <0.50 | <0.50 | <0.50 | <0.50 NA 940 NA NA NA NA NA NA NA NA 5.50 NA
EW-5 | 04/03/2003 4400 <50 a <1.0 <1.0 2.5 13 NA 410 <2.0 <2.0 <2.0 <50 <2.0 <2.0 NA NA 4.57 NA
EW-5 | 07/16/2003 <250 <50 a <2.5 <2.5 <2.5 <5.0 NA 510 <10 <10 <10 <25 <2.5 <2.5 NA 94.12 12.64 81.48
EW-5 10/01/2003 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.12 12.18 81.94
EW-5 | 01/13/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 98 NA NA NA <5.0 NA NA NA 94.12 4.27 89.85
EW-5 | 04/06/2004 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 33 NA NA NA <5.0 NA NA NA 94.12 5.10 89.02
EW-5 | 07/07/2004 190 ¢ NA <0.50 | <0.50 | <0.50 1.1 NA 28 <2.0 <2.0 <2.0 6.4 NA NA NA 94.12 5.93 88.19
EW-5 10/14/2004 61 NA <0.50 | <0.50 | <0.50 <1.0 NA 2.3 NA NA NA <5.0 NA NA NA 94.12 6.48 87.64
EW-5 | 01/18/2005 NA NA NA NA NA NA NA NA NA NA NA NA NA NA NA 94.12 5.72 88.40
EW-5 | 01/19/2005 170d NA <0.50 | <0.50 0.63 5.7 NA 4.0 NA NA NA <5.0 NA NA NA 94.12 NA NA
EW-5 | 04/06/2005 <500 NA <5.0 <5.0 <5.0 <10 NA 1,400 NA NA NA <50 NA NA NA 94.12 4.25 89.87
EW-5 | 07/05/2005 <50 NA <0.50 | <0.50 | <0.50 | <0.50 NA 0.93 <0.50 | <0.50 | <0.50 <5.0 NA NA NA 94.12 4.84 89.28
EW-5 | 10/17/2005 <50 NA <0.50 | <0.50 | <0.50 <1.0 NA 300 NA NA NA 54 NA NA NA 94.12 5.62 88.50
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WELL CONCENTRATIONS
Shell-branded Service Station
5060 Redwood Drive
Rohnert Park, CA

MTBE @ MTBE Depth to GW
Well ID Date TPPH | TEPH B T E X 8020 8260 DIPE ETBE TAME TBA | 1,2-DCA | EDB | Ethanol TOC | Water | Elevation
(ug/L) | (ug/L) | (ug/L) | (ug/L) | (ug/L) @ (ug/L) = (ug/L) = (ug/L) @ (ug/L)| (ug/L) (ug/L) (ug/L) (ug/L) | (ug/L) (ug/L) | (MSL) (ft.) (MSL)

Abbreviations:

TPPH = Total petroleum hydrocarbons as gasoline by EPA Method 8260B; prior to June 21, 2001, analyzed by EPA Method 8015.
TEPH = Total petroleum hydrocarbons as diesel by modified EPA Method 8015.

BTEX = Benzene, toluene, ethylbenzene, xylenes by EPA Method 8260B; prior to June 21, 2001, analyzed by EPA Method 8020.
MTBE = Methyl tertiary butyl ether

DIPE = Di-isopropyl ether, analyzed by EPA Method 8260B

ETBE = Ethyl tertiary butyl ether, analyzed by EPA Method 8260B

TAME = Tertiary amyl methyl ether, analyzed by EPA Method 8260B

TBA = Tertiary butyl alcohol, analyzed by EPA Method 8260B

1,2-DCA = 1,2-dichloroethane, analyzed by EPA Method 8260B

EDB = 1,2-dibromoethane, analyzed by EPA Method 8260B

TOC = Top of Casing Elevation

GW = Groundwater

ug/L = Parts per billion

ppm = Parts per million

MSL = Mean sea level

ft. = Feet

<n = Below detection limit

NA = Not applicable

Notes:

a = TEPH with silica gel cleanup.

b = Hydrocarbon does not match pattern of laboratory's standard.

¢ = Sample contains discrete peak in addition to gasoline.

d = The concentration reported reflects individual or discrete unidentified peaks not matching a typical fuel pattern.
Ethanol analyzed by EPA Method 8260B.

Wells surveyed August 4, 2000 by Virgil Chavez Land Surveying of Vallejo, CA.

Wells surveyed June 22, 2001 by Virgil Chavez Land Surveying of Vallejo, CA.

Wells surveyed January 25, 2002 and May 17, 2002 by Virgil Chavez Land Surveying of Vallejo, CA.

Wells EW-1 through EW-5 surveyed August 2, 2002 by Virgil Chavez Land Surveying of Vallejo, CA.
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ST‘L Submission#: 2005-10-0428

TRENT

Blaine Tech Services, Inc. October 31, 2005
1680 Rogers Avenue

San Jose, CA 95112-1105
Attn.: Josh Kerns

Project#: BTS#051017-BR2
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Dear Mr. Kerns,

Attached is our report for your samples received on 10/18/2005 14:20
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
12/02/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Misc Anions by lon Chromatograph

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Submission: 2005-10-0428

Received: 10/18/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-10 10/18/2005 10:40 Water 10
S-11 10/18/2005 10:05 Water 11
S-13 10/18/2005 10:25 Water 13

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/20/2005 13:02

Page 1 of 6



S TI Submission: 2005-10-0428

TRENT

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 300.0/9056 Test(s): 300.0/9056
Sample ID: S-10 Lab ID: 2005-10-0428 - 10
Sampled: 10/18/2005 10:40 Extracted: 10/18/2005 09:45
Matrix: Water QC Batch#: 2005/10/18-01.41
Compound Conc. RL Unit Dilution Analyzed Flag
Nitrate ND 1.0 mg/L 5.00 | 10/18/2005 09:45
Severn Trent Laboratories, Inc. 10/20/2005 13:02

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 6



S TI Submission: 2005-10-0428

TRENT

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 300.0/9056 Test(s): 300.0/9056
Sample ID: S-11 Lab ID: 2005-10-0428 - 11
Sampled: 10/18/2005 10:05 Extracted:  10/18/2005 10:01
Matrix: Water QC Batch#: 2005/10/18-01.41
Compound Conc. RL Unit Dilution Analyzed Flag
Nitrate ND 1.0 mg/L 5.00 | 10/18/2005 10:01
Severn Trent Laboratories, Inc. 10/20/2005 13:02

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 6



S TI Submission: 2005-10-0428

TRENT

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 300.0/9056 Test(s): 300.0/9056
Sample ID: S-13 Lab ID: 2005-10-0428 - 13
Sampled: 10/18/2005 10:25 Extracted: 10/18/2005 10:16
Matrix: Water QC Batch#: 2005/10/18-01.41
Compound Conc. RL Unit Dilution Analyzed Flag
Nitrate 1.9 1.0 mg/L 5.00 | 10/18/2005 10:16
Severn Trent Laboratories, Inc. 10/20/2005 13:02

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 6



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Submission: 2005-10-0428

Misc Anions by lon Chromatograph

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

300.0/9056

Test(s): 300.0/9056

Method Blank Water QC Batch # 2005/10/18-01.41

MB: 2005/10/18-01.41-001 Date Extracted: 10/18/2005 19:41
Compound Conc. RL Unit Analyzed Flag
Nitrate ND 1 mg/L 10/18/2005 19:41

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/20/2005 13:02
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SEVERN

TRENT

Easm O 1 L

Submission: 2005-10-0428

Misc Anions by lon Chromatograph

Blaine Tech Services, Inc.

Attn.: Josh

Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 300.0/9056

Laboratory Control Spike

Water

Test(s): 300.0/9056

QC Batch # 2005/10/18-01.41

LCS 2005/10/18-01.41-002 Extracted: 10/18/2005 Analyzed: 10/18/2005 19:56
LCSD 2005/10/18-01.41-003 Extracted: 10/18/2005 Analyzed: 10/18/2005 20:12
Compound Conc. mg/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. [RPD| LCS | LCSD
Nitrate 26.8 271 26.7 100.4 [101.5 | 1.1]80-120| 20

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/20/2005 13:02
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Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Submission: 2005-10-0428

Received: 10/18/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-1 10/18/2005 12:20 Water 1
S-2 10/18/2005 11:55 Water 2
S-3 10/18/2005 14:00 Water 3
S-4 10/18/2005 12:35 Water 4
S-5 10/18/2005 11:40 Water 5
S-6 10/18/2005 11:20 Water 6
S-7 10/18/2005 09:15 Water 7
S-8 10/18/2005 09:35 Water 8
S-9 10/18/2005 13:40 Water 9
S-10 10/18/2005 10:40 Water 10
S-11 10/18/2005 10:05 Water 11
S-12 10/18/2005 11:05 Water 12
S-13 10/18/2005 10:25 Water 13
S-14 10/17/2005 16:10 Water 14
S-15 10/17/2005 15:55 Water 15
S-16 10/17/2005 15:40 Water 16

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/31/2005 10:39
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S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-1 Lab ID: 2005-10-0428 - 1

Sampled: 10/18/2005 12:20 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/27/2005 18:55
Surrogate(s)
o-Terphenyl 111.5 60-130 % 1.00 | 10/27/2005 18:55

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-2 Lab ID: 2005-10-0428 - 2

Sampled: 10/18/2005 11:55 Extracted:  10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 | 10/27/2005 19:24
Surrogate(s)
o-Terphenyl 110.6 60-130 % 1.00 [ 10/27/2005 19:24

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-3 Lab ID: 2005-10-0428 - 3

Sampled: 10/18/2005 14:00 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/27/2005 19:52
Surrogate(s)
o-Terphenyl 106.1 60-130 % 1.00 [ 10/27/2005 19:52

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-4 Lab ID: 2005-10-0428 - 4

Sampled: 10/18/2005 12:35 Extracted:  10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 | 10/27/2005 20:22
Surrogate(s)
o-Terphenyl 107.2 60-130 % 1.00 [ 10/27/2005 20:22

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-5 Lab ID: 2005-10-0428 - 5

Sampled: 10/18/2005 11:40 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/27/2005 20:51
Surrogate(s)
o-Terphenyl 107.5 60-130 % 1.00 [ 10/27/2005 20:51

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 19



SEVERN STI
TRENT

Submission: 2005-10-0428

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2

Received: 10/18/2005 14:20

98995885
Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-6 Lab ID: 2005-10-0428 - 6

Sampled: 10/18/2005 11:20 Extracted:  10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/27/2005 21:19
Surrogate(s)
o-Terphenyl 109.0 60-130 % 1.00 |1 10/27/2005 21:19

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/31/2005 10:39
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S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-7 Lab ID: 2005-10-0428 - 7

Sampled: 10/18/2005 09:15 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/27/2005 22:46
Surrogate(s)
o-Terphenyl 104.8 60-130 % 1.00 | 10/27/2005 22:46

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 8 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-8 Lab ID: 2005-10-0428 - 8

Sampled: 10/18/2005 09:35 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/27/2005 23:15
Surrogate(s)
o-Terphenyl 106.9 60-130 % 1.00 [ 10/27/2005 23:15

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 9 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-9 Lab ID: 2005-10-0428 - 9

Sampled: 10/18/2005 13:40 Extracted:  10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/27/2005 23:44
Surrogate(s)
o-Terphenyl 109.0 60-130 % 1.00 | 10/27/2005 23:44

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-10 Lab ID: 2005-10-0428 - 10

Sampled: 10/18/2005 10:40 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/28/2005 00:13
Surrogate(s)
o-Terphenyl 106.9 60-130 % 1.00 | 10/28/2005 00:13

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 11 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-11 Lab ID: 2005-10-0428 - 11

Sampled: 10/18/2005 10:05 Extracted:  10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 | 10/28/2005 00:42
Surrogate(s)
o-Terphenyl 111.6 60-130 % 1.00 | 10/28/2005 00:42

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 12 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-12 Lab ID: 2005-10-0428 - 12

Sampled: 10/18/2005 11:05 Extracted:  10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/28/2005 01:11
Surrogate(s)
o-Terphenyl 105.2 60-130 % 1.00 | 10/28/2005 01:11

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 13 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-13 Lab ID: 2005-10-0428 - 13

Sampled: 10/18/2005 10:25 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/28/2005 01:40
Surrogate(s)
o-Terphenyl 114.8 60-130 % 1.00 | 10/28/2005 01:40

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 14 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-14 Lab ID: 2005-10-0428 - 14

Sampled: 10/17/2005 16:10 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/28/2005 02:09
Surrogate(s)
o-Terphenyl 114.7 60-130 % 1.00 [ 10/28/2005 02:09

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 15 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-15 Lab ID: 2005-10-0428 - 15

Sampled: 10/17/2005 15:55 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/28/2005 02:38
Surrogate(s)
o-Terphenyl 111.6 60-130 % 1.00 | 10/28/2005 02:38

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 16 of 19



S TI Submission: 2005-10-0428

TRENT

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: S-16 Lab ID: 2005-10-0428 - 16

Sampled: 10/17/2005 15:40 Extracted: 10/27/2005 09:03

Matrix: Water QC Batch#: 2005/10/27-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/28/2005 03:07
Surrogate(s)
o-Terphenyl 108.5 60-130 % 1.00 | 10/28/2005 03:07

Severn Trent Laboratories, Inc. 10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 17 of 19



SEVERN STI
TRENT

Blaine Tech Services, Inc.
Attn.: Josh Kerns

Submission: 2005-10-0428

Diesel (C9-C24) with Silica Gel Clean-up

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Method Blank Water QC Batch # 2005/10/27-02.10
MB: 2005/10/27-02.10-001 Date Extracted: 10/27/2005 09:03
Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 10/27/2005 17:28
Surrogates(s)
o-Terphenyl 108.1 64-127 % 10/27/2005 17:28

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/31/2005 10:39

Page 18 of 19



SEVERN STI
TRENT

Submission: 2005-10-0428

Diesel (C9-C24) with Silica Gel Clean-up

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Laboratory Control Spike Water QC Batch # 2005/10/27-02.10
LCS 2005/10/27-02.10-002 Extracted: 10/27/2005 Analyzed: 10/27/2005 17:57
LCSD 2005/10/27-02.10-003 Extracted: 10/27/2005 Analyzed: 10/27/2005 18:26
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |RPD| LCS | LCSD
Diesel 538 559 714 75.4 78.3 3.8 |60-150| 25
Surrogates(s)
o-Terphenyl 1.37 1.43 1.25 109.8 |114.6 64-127( 0

Severn Trent Laboratories, Inc.

10/31/2005 10:39

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 19 of 19



SEVERN

TRENT

Easm O 1 L

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
S-1 10/18/2005 12:20 Water 1
S-2 10/18/2005 11:55 Water 2
S-3 10/18/2005 14:00 Water 3
S-4 10/18/2005 12:35 Water 4
S-5 10/18/2005 11:40 Water 5
S-6 10/18/2005 11:20 Water 6
S-7 10/18/2005 09:15 Water 7
S-8 10/18/2005 09:35 Water 8
S-9 10/18/2005 13:40 Water 9
S-10 10/18/2005 10:40 Water 10
S-11 10/18/2005 10:05 Water 11
S-12 10/18/2005 11:05 Water 12
S-13 10/18/2005 10:25 Water 13
S-14 10/17/2005 16:10 Water 14
S-15 10/17/2005 15:55 Water 15
S-16 10/17/2005 15:40 Water 16
EW-1 10/18/2005 13:10 Water 17
EW-2 10/18/2005 13:05 Water 18
EW-3 10/18/2005 13:00 Water 19
EW-4 10/18/2005 12:55 Water 20
EW-5 10/18/2005 13:20 Water 21

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57

Page 1 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-1 Lab ID: 2005-10-0428 - 1

Sampled: 10/18/2005 12:20 Extracted: 10/22/2005 21:06

Matrix: Water QC Batch#: 2005/10/22-1B.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 10/22/2005 21:06
Benzene ND 0.50 ug/L 1.00 [ 10/22/2005 21:06
Toluene ND 0.50 ug/L 1.00 | 10/22/2005 21:06
Ethylbenzene ND 0.50 ug/L 1.00 | 10/22/2005 21:06
Total xylenes ND 1.0 ug/L 1.00 [ 10/22/2005 21:06
tert-Butyl alcohol (TBA) 78 5.0 ug/L 1.00 | 10/22/2005 21:06
Methyl tert-butyl ether (MTBE) 13 0.50 ug/L 1.00 [ 10/22/2005 21:06
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 | 10/22/2005 21:06
Surrogate(s)
1,2-Dichloroethane-d4 93.6 73-130 % 1.00 | 10/22/2005 21:06
Toluene-d8 95.3 81-114 % 1.00 [ 10/22/2005 21:06

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-2 Lab ID: 2005-10-0428 - 2

Sampled: 10/18/2005 11:55 Extracted: 10/22/2005 21:33

Matrix: Water QC Batch#: 2005/10/22-1B.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 10/22/2005 21:33
Benzene ND 0.50 ug/L 1.00 [ 10/22/2005 21:33
Toluene ND 0.50 ug/L 1.00 | 10/22/2005 21:33
Ethylbenzene ND 0.50 ug/L 1.00 | 10/22/2005 21:33
Total xylenes ND 1.0 ug/L 1.00 [ 10/22/2005 21:33
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/22/2005 21:33
Methyl tert-butyl ether (MTBE) ND 0.50 ug/L 1.00 [ 10/22/2005 21:33
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 | 10/22/2005 21:33
Surrogate(s)
1,2-Dichloroethane-d4 98.9 73-130 % 1.00 | 10/22/2005 21:33
Toluene-d8 101.8 81-114 % 1.00 [ 10/22/2005 21:33

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-3 Lab ID: 2005-10-0428 - 3

Sampled: 10/18/2005 14:00 Extracted: 10/22/2005 03:11

Matrix: Water QC Batch#: 2005/10/21-2B.65

Analysis Flag: L2, pH: <2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 2500 ug/L 50.00 | 10/22/2005 03:11
Benzene ND 25 ug/L 50.00 | 10/22/2005 03:11
Toluene ND 25 ug/L 50.00 | 10/22/2005 03:11
Ethylbenzene ND 25 ug/L 50.00 | 10/22/2005 03:11
Total xylenes ND 50 ug/L 50.00 [ 10/22/2005 03:11
tert-Butyl alcohol (TBA) 750 250 ug/L 50.00 | 10/22/2005 03:11
Methyl tert-butyl ether (MTBE) 8400 25 ug/L 50.00 | 10/22/2005 03:11
tert-Amyl methyl ether (TAME) ND 100 ug/L 50.00 | 10/22/2005 03:11
Surrogate(s)
1,2-Dichloroethane-d4 104.0 73-130 % 50.00 | 10/22/2005 03:11
Toluene-d8 92.5 81-114 % 50.00 | 10/22/2005 03:11

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-4 Lab ID: 2005-10-0428 - 4

Sampled: 10/18/2005 12:35 Extracted: 10/21/2005 12:38

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 1 10/21/2005 12:38
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 12:38
Toluene ND 0.50 ug/L 1.00 |1 10/21/2005 12:38
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 12:38
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 12:38
tert-Butyl alcohol (TBA) 17 5.0 ug/L 1.00 | 10/21/2005 12:38
Methyl tert-butyl ether (MTBE) 51 0.50 ug/L 1.00 [ 10/21/2005 12:38
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 | 10/21/2005 12:38
Surrogate(s)
1,2-Dichloroethane-d4 110.6 73-130 % 1.00 | 10/21/2005 12:38
Toluene-d8 107.8 81-114 % 1.00 [ 10/21/2005 12:38

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-5 Lab ID: 2005-10-0428 - 5

Sampled: 10/18/2005 11:40 Extracted: 10/21/2005 13:05

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 |1 10/21/2005 13:05
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 13:05
Toluene ND 0.50 ug/L 1.00 | 10/21/2005 13:05
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 13:05
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 13:05
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/21/2005 13:05
Methyl tert-butyl ether (MTBE) 62 0.50 ug/L 1.00 [ 10/21/2005 13:05
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 | 10/21/2005 13:05
Surrogate(s)
1,2-Dichloroethane-d4 113.7 73-130 % 1.00 | 10/21/2005 13:05
Toluene-d8 1121 81-114 % 1.00 [ 10/21/2005 13:05

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-6 Lab ID: 2005-10-0428 - 6

Sampled: 10/18/2005 11:20 Extracted:  10/21/2005 13:31

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 10/21/2005 13:31
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 13:31
Toluene ND 0.50 ug/L 1.00 | 10/21/2005 13:31
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/21/2005 13:31
Total xylenes ND 1.0 ug/L 1.00 | 10/21/2005 13:31
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/21/2005 13:31
Methyl tert-butyl ether (MTBE) 0.62 0.50 ug/L 1.00 [ 10/21/2005 13:31
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 10/21/2005 13:31
Surrogate(s)
1,2-Dichloroethane-d4 111.5 73-130 % 1.00 | 10/21/2005 13:31
Toluene-d8 108.2 81-114 % 1.00 | 10/21/2005 13:31

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-7 Lab ID: 2005-10-0428 - 7

Sampled: 10/18/2005 09:15 Extracted: 10/21/2005 13:58

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 |1 10/21/2005 13:58
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 13:58
Toluene ND 0.50 ug/L 1.00 | 10/21/2005 13:58
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 13:58
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 13:58
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/21/2005 13:58
Methyl tert-butyl ether (MTBE) ND 0.50 ug/L 1.00 [ 10/21/2005 13:58
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 |1 10/21/2005 13:58
Surrogate(s)
1,2-Dichloroethane-d4 106.0 73-130 % 1.00 | 10/21/2005 13:58
Toluene-d8 105.5 81-114 % 1.00 [ 10/21/2005 13:58

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 8 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-8 Lab ID: 2005-10-0428 - 8

Sampled: 10/18/2005 09:35 Extracted:  10/21/2005 14:25

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 |1 10/21/2005 14:25
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 14:25
Toluene ND 0.50 ug/L 1.00 |1 10/21/2005 14:25
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 14:25
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 14:25
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 |1 10/21/2005 14:25
Methyl tert-butyl ether (MTBE) ND 0.50 ug/L 1.00 [ 10/21/2005 14:25
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 10/21/2005 14:25
Surrogate(s)
1,2-Dichloroethane-d4 107.3 73-130 % 1.00 |1 10/21/2005 14:25
Toluene-d8 104.9 81-114 % 1.00 [ 10/21/2005 14:25

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 9 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-9 Lab ID: 2005-10-0428 - 9

Sampled: 10/18/2005 13:40 Extracted:  10/22/2005 22:00

Matrix: Water QC Batch#: 2005/10/22-1B.71

Analysis Flag: L2, pH: <2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 250 ug/L 5.00 | 10/22/2005 22:00
Benzene ND 2.5 ug/L 5.00 | 10/22/2005 22:00
Toluene ND 2.5 ug/L 5.00 | 10/22/2005 22:00
Ethylbenzene ND 2.5 ug/L 5.00 | 10/22/2005 22:00
Total xylenes ND 5.0 ug/L 5.00 | 10/22/2005 22:00
tert-Butyl alcohol (TBA) ND 25 ug/L 5.00 | 10/22/2005 22:00
Methyl tert-butyl ether (MTBE) 250 2.5 ug/L 5.00 | 10/22/2005 22:00
tert-Amyl methyl ether (TAME) ND 10 ug/L 5.00 | 10/22/2005 22:00
Surrogate(s)
1,2-Dichloroethane-d4 96.3 73-130 % 5.00 | 10/22/2005 22:00
Toluene-d8 99.8 81-114 % 5.00 | 10/22/2005 22:00

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-10 Lab ID: 2005-10-0428 - 10

Sampled: 10/18/2005 10:40 Extracted: 10/21/2005 14:51

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 10/21/2005 14:51
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 14:51
Toluene ND 0.50 ug/L 1.00 [ 10/21/2005 14:51
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/21/2005 14:51
Total xylenes ND 1.0 ug/L 1.00 | 10/21/2005 14:51
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 10/21/2005 14:51
Methyl tert-butyl ether (MTBE) 1.3 0.50 ug/L 1.00 [ 10/21/2005 14:51
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 10/21/2005 14:51
Surrogate(s)
1,2-Dichloroethane-d4 107.1 73-130 % 1.00 [ 10/21/2005 14:51
Toluene-d8 109.5 81-114 % 1.00 | 10/21/2005 14:51

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 11 of 47



SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2

Received: 10/18/2005 14:20

98995885
Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-11 Lab ID: 2005-10-0428 - 11

Sampled: 10/18/2005 10:05 Extracted:  10/21/2005 15:18

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 1 10/21/2005 15:18
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 15:18
Toluene ND 0.50 ug/L 1.00 | 10/21/2005 15:18
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 15:18
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 15:18
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 |1 10/21/2005 15:18
Methyl tert-butyl ether (MTBE) 0.59 0.50 ug/L 1.00 [ 10/21/2005 15:18
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 10/21/2005 15:18
Surrogate(s)
1,2-Dichloroethane-d4 111.5 73-130 % 1.00 |1 10/21/2005 15:18
Toluene-d8 109.3 81-114 % 1.00 [ 10/21/2005 15:18

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57

Page 12 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-12 Lab ID: 2005-10-0428 - 12

Sampled: 10/18/2005 11:05 Extracted:  10/21/2005 15:45

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 |1 10/21/2005 15:45
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 15:45
Toluene ND 0.50 ug/L 1.00 | 10/21/2005 15:45
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 15:45
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 15:45
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/21/2005 15:45
Methyl tert-butyl ether (MTBE) 0.67 0.50 ug/L 1.00 [ 10/21/2005 15:45
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 | 10/21/2005 15:45
Surrogate(s)
1,2-Dichloroethane-d4 107.0 73-130 % 1.00 | 10/21/2005 15:45
Toluene-d8 108.1 81-114 % 1.00 [ 10/21/2005 15:45

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 13 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-13 Lab ID: 2005-10-0428 - 13

Sampled: 10/18/2005 10:25 Extracted:  10/21/2005 16:11

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 10/21/2005 16:11
Benzene ND 0.50 ug/L 1.00 | 10/21/2005 16:11
Toluene ND 0.50 ug/L 1.00 [ 10/21/2005 16:11
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/21/2005 16:11
Total xylenes ND 1.0 ug/L 1.00 | 10/21/2005 16:11
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 10/21/2005 16:11
Methyl tert-butyl ether (MTBE) 5.0 0.50 ug/L 1.00 | 10/21/2005 16:11
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 10/21/2005 16:11
Surrogate(s)
1,2-Dichloroethane-d4 104.5 73-130 % 1.00 [ 10/21/2005 16:11
Toluene-d8 96.8 81-114 % 1.00 | 10/21/2005 16:11

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 14 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-14 Lab ID: 2005-10-0428 - 14

Sampled: 10/17/2005 16:10 Extracted: 10/21/2005 16:38

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 |1 10/21/2005 16:38
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 16:38
Toluene ND 0.50 ug/L 1.00 | 10/21/2005 16:38
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 16:38
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 16:38
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/21/2005 16:38
Methyl tert-butyl ether (MTBE) 1.8 0.50 ug/L 1.00 [ 10/21/2005 16:38
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 | 10/21/2005 16:38
Surrogate(s)
1,2-Dichloroethane-d4 102.0 73-130 % 1.00 | 10/21/2005 16:38
Toluene-d8 97.2 81-114 % 1.00 [ 10/21/2005 16:38

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 15 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-15 Lab ID: 2005-10-0428 - 15

Sampled: 10/17/2005 15:55 Extracted: 10/21/2005 17:05

Matrix: Water QC Batch#: 2005/10/21-1A.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 |1 10/21/2005 17:05
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 17:05
Toluene ND 0.50 ug/L 1.00 | 10/21/2005 17:05
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 17:05
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 17:05
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/21/2005 17:05
Methyl tert-butyl ether (MTBE) 29 0.50 ug/L 1.00 [ 10/21/2005 17:05
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 |1 10/21/2005 17:05
Surrogate(s)
1,2-Dichloroethane-d4 108.5 73-130 % 1.00 | 10/21/2005 17:05
Toluene-d8 101.1 81-114 % 1.00 [ 10/21/2005 17:05

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 16 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: S-16 Lab ID: 2005-10-0428 - 16

Sampled: 10/17/2005 15:40 Extracted:  10/21/2005 20:57

Matrix: Water QC Batch#: 2005/10/21-2A.64

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 10/21/2005 20:57
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 20:57
Toluene ND 0.50 ug/L 1.00 [ 10/21/2005 20:57
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/21/2005 20:57
Total xylenes ND 1.0 ug/L 1.00 | 10/21/2005 20:57
tert-Butyl alcohol (TBA) 8.8 5.0 ug/L 1.00 [ 10/21/2005 20:57
Methyl tert-butyl ether (MTBE) 120 0.50 ug/L 1.00 | 10/21/2005 20:57
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 1.00 [ 10/21/2005 20:57
Surrogate(s)
1,2-Dichloroethane-d4 103.2 73-130 % 1.00 [ 10/21/2005 20:57
Toluene-d8 107.3 81-114 % 1.00 | 10/21/2005 20:57

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 17 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-1 Lab ID: 2005-10-0428 - 17

Sampled: 10/18/2005 13:10 Extracted:  10/22/2005 01:30

Matrix: Water QC Batch#: 2005/10/21-1A.66

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 10/22/2005 01:30
Benzene ND 0.50 ug/L 1.00 [ 10/22/2005 01:30
Toluene ND 0.50 ug/L 1.00 [ 10/22/2005 01:30
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/22/2005 01:30
Total xylenes ND 1.0 ug/L 1.00 [ 10/22/2005 01:30
tert-Butyl alcohol (TBA) 30 5.0 ug/L 1.00 [ 10/22/2005 01:30
Methyl tert-butyl ether (MTBE) 51 0.50 ug/L 1.00 [ 10/22/2005 01:30
Surrogate(s)
1,2-Dichloroethane-d4 102.3 73-130 % 1.00 | 10/22/2005 01:30
Toluene-d8 92.9 81-114 % 1.00 [ 10/22/2005 01:30

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 18 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-2 Lab ID: 2005-10-0428 - 18

Sampled: 10/18/2005 13:05 Extracted: 10/21/2005 21:39

Matrix: Water QC Batch#: 2005/10/21-2A.64

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 1 10/21/2005 21:39
Benzene ND 0.50 ug/L 1.00 [ 10/21/2005 21:39
Toluene ND 0.50 ug/L 1.00 |1 10/21/2005 21:39
Ethylbenzene ND 0.50 ug/L 1.00 |1 10/21/2005 21:39
Total xylenes ND 1.0 ug/L 1.00 [ 10/21/2005 21:39
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 |1 10/21/2005 21:39
Methyl tert-butyl ether (MTBE) 10 0.50 ug/L 1.00 [ 10/21/2005 21:39
Surrogate(s)
1,2-Dichloroethane-d4 108.3 73-130 % 1.00 [ 10/21/2005 21:39
Toluene-d8 106.5 81-114 % 1.00 | 10/21/2005 21:39

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 19 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-3 Lab ID: 2005-10-0428 - 19

Sampled: 10/18/2005 13:00 Extracted: 10/21/2005 22:00

Matrix: Water QC Batch#: 2005/10/21-2A.64

Analysis Flag: L2, pH: <2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 2500 ug/L 50.00 | 10/21/2005 22:00
Benzene ND 25 ug/L 50.00 | 10/21/2005 22:00
Toluene ND 25 ug/L 50.00 | 10/21/2005 22:00
Ethylbenzene ND 25 ug/L 50.00 | 10/21/2005 22:00
Total xylenes ND 50 ug/L 50.00 [ 10/21/2005 22:00
tert-Butyl alcohol (TBA) ND 250 ug/L 50.00 | 10/21/2005 22:00
Methyl tert-butyl ether (MTBE) 2100 25 ug/L 50.00 | 10/21/2005 22:00
Surrogate(s)
1,2-Dichloroethane-d4 101.1 73-130 % 50.00 | 10/21/2005 22:00
Toluene-d8 104.3 81-114 % 50.00 | 10/21/2005 22:00

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 20 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-4 Lab ID: 2005-10-0428 - 20

Sampled: 10/18/2005 12:55 Extracted: 10/22/2005 15:43

Matrix: Water QC Batch#: 2005/10/22-1B.64

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 10/22/2005 15:43
Benzene ND 0.50 ug/L 1.00 [ 10/22/2005 15:43
Toluene ND 0.50 ug/L 1.00 [ 10/22/2005 15:43
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/22/2005 15:43
Total xylenes ND 1.0 ug/L 1.00 | 10/22/2005 15:43
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 10/22/2005 15:43
Methyl tert-butyl ether (MTBE) 25 0.50 ug/L 1.00 [ 10/22/2005 15:43
Surrogate(s)
1,2-Dichloroethane-d4 106.7 73-130 % 1.00 | 10/22/2005 15:43
Toluene-d8 107.7 81-114 % 1.00 [ 10/22/2005 15:43

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 21 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EW-5 Lab ID: 2005-10-0428 - 21

Sampled: 10/18/2005 13:20 Extracted: 10/26/2005 20:06
10/27/2005 14:33

Matrix: Water QC Batch#: 2005/10/26-2A.64

2005/10/27-1A.64
Analysis Flag: L2, pH: <2 ( See Legend and Note Section )

Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 10/26/2005 20:06
Benzene ND 0.50 ug/L 1.00 [ 10/26/2005 20:06
Toluene ND 0.50 ug/L 1.00 | 10/26/2005 20:06
Ethylbenzene ND 0.50 ug/L 1.00 | 10/26/2005 20:06
Total xylenes ND 1.0 ug/L 1.00 [ 10/26/2005 20:06
tert-Butyl alcohol (TBA) 54 5.0 ug/L 1.00 | 10/26/2005 20:06
Methyl tert-butyl ether (MTBE) 300 2.5 ug/L 5.00 | 10/27/2005 14:33
Surrogate(s)

1,2-Dichloroethane-d4 1041 73-130 % 1.00 [ 10/26/2005 20:06
1,2-Dichloroethane-d4 107.9 73-130 % 5.00 | 10/27/2005 14:33
Toluene-d8 105.2 81-114 % 1.00 [ 10/26/2005 20:06
Toluene-d8 105.9 81-114 % 5.00 | 10/27/2005 14:33

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 22 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/21-1A.66
MB: 2005/10/21-1A.66-042 Date Extracted: 10/21/2005 16:42
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/21/2005 16:42
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/21/2005 16:42
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/21/2005 16:42
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/21/2005 16:42
Benzene ND 0.5 ug/L 10/21/2005 16:42
Toluene ND 0.5 ug/L 10/21/2005 16:42
Ethylbenzene ND 0.5 ug/L 10/21/2005 16:42
Total xylenes ND 1.0 ug/L 10/21/2005 16:42
Surrogates(s)
1,2-Dichloroethane-d4 108.6 73-130 % 10/21/2005 16:42
Toluene-d8 108.6 81-114 % 10/21/2005 16:42
Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 23 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/21-1A.71
MB: 2005/10/21-1A.71-021 Date Extracted: 10/21/2005 09:21
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/21/2005 09:21
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/21/2005 09:21
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/21/2005 09:21
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/21/2005 09:21
Benzene ND 0.5 ug/L 10/21/2005 09:21
Toluene ND 0.5 ug/L 10/21/2005 09:21
Ethylbenzene ND 0.5 ug/L 10/21/2005 09:21
Total xylenes ND 1.0 ug/L 10/21/2005 09:21
Surrogates(s)
1,2-Dichloroethane-d4 107.8 73-130 % 10/21/2005 09:21
Toluene-d8 109.0 81-114 % 10/21/2005 09:21
Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 24 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/21-2A.64
MB: 2005/10/21-2A.64-011 Date Extracted: 10/21/2005 19:11
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/21/2005 19:11
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/21/2005 19:11
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/21/2005 19:11
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/21/2005 19:11
Benzene ND 0.5 ug/L 10/21/2005 19:11
Toluene ND 0.5 ug/L 10/21/2005 19:11
Ethylbenzene ND 0.5 ug/L 10/21/2005 19:11
Total xylenes ND 1.0 ug/L 10/21/2005 19:11
Surrogates(s)
1,2-Dichloroethane-d4 101.2 73-130 % 10/21/2005 19:11
Toluene-d8 104.4 81-114 % 10/21/2005 19:11
Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 25 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/21-2B.65
MB: 2005/10/21-2B.65-006 Date Extracted: 10/21/2005 19:06
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/21/2005 19:06
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/21/2005 19:06
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/21/2005 19:06
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/21/2005 19:06
Benzene ND 0.5 ug/L 10/21/2005 19:06
Toluene ND 0.5 ug/L 10/21/2005 19:06
Ethylbenzene ND 0.5 ug/L 10/21/2005 19:06
Total xylenes ND 1.0 ug/L 10/21/2005 19:06
Surrogates(s)
1,2-Dichloroethane-d4 80.8 73-130 % 10/21/2005 19:06
Toluene-d8 90.0 81-114 % 10/21/2005 19:06

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 26 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/22-1B.64
MB: 2005/10/22-1B.64-051 Date Extracted: 10/22/2005 08:50
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/22/2005 08:50
Benzene ND 0.5 ug/L 10/22/2005 08:50
Toluene ND 0.5 ug/L 10/22/2005 08:50
Ethylbenzene ND 0.5 ug/L 10/22/2005 08:50
Total xylenes ND 1.0 ug/L 10/22/2005 08:50
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/22/2005 08:50
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/22/2005 08:50
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/22/2005 08:50
Surrogates(s)
1,2-Dichloroethane-d4 99.0 73-130 % 10/22/2005 08:50
Toluene-d8 108.6 81-114 % 10/22/2005 08:50

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 27 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/22-1B.71
MB: 2005/10/22-1B.71-046 Date Extracted: 10/22/2005 15:46
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/22/2005 15:46
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/22/2005 15:46
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/22/2005 15:46
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/22/2005 15:46
Benzene ND 0.5 ug/L 10/22/2005 15:46
Toluene ND 0.5 ug/L 10/22/2005 15:46
Ethylbenzene ND 0.5 ug/L 10/22/2005 15:46
Total xylenes ND 1.0 ug/L 10/22/2005 15:46
Surrogates(s)
1,2-Dichloroethane-d4 92.8 73-130 % 10/22/2005 15:46
Toluene-d8 96.8 81-114 % 10/22/2005 15:46

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 28 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/26-2A.64
MB: 2005/10/26-2A.64-054 Date Extracted: 10/26/2005 18:54
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/26/2005 18:54
Benzene ND 0.5 ug/L 10/26/2005 18:54
Toluene ND 0.5 ug/L 10/26/2005 18:54
Ethylbenzene ND 0.5 ug/L 10/26/2005 18:54
Total xylenes ND 1.0 ug/L 10/26/2005 18:54
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/26/2005 18:54
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/26/2005 18:54
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/26/2005 18:54
Surrogates(s)
1,2-Dichloroethane-d4 100.2 73-130 % 10/26/2005 18:54
Toluene-d8 106.8 81-114 % 10/26/2005 18:54

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 29 of 47



S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/27-1A.64
MB: 2005/10/27-1A.64-039 Date Extracted: 10/27/2005 08:39
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/27/2005 08:39
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/27/2005 08:39
Methyl tert-butyl ether (MTBE) ND 0.5 ug/L 10/27/2005 08:39
tert-Amyl methyl ether (TAME) ND 2.0 ug/L 10/27/2005 08:39
Benzene ND 0.5 ug/L 10/27/2005 08:39
Toluene ND 0.5 ug/L 10/27/2005 08:39
Ethylbenzene ND 0.5 ug/L 10/27/2005 08:39
Total xylenes ND 1.0 ug/L 10/27/2005 08:39
Surrogates(s)
1,2-Dichloroethane-d4 100.8 73-130 % 10/27/2005 08:39
Toluene-d8 104.8 81-114 % 10/27/2005 08:39
Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 30 of 47



SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/10/21-1A.66

LCS 2005/10/21-1A.66-014 Extracted: 10/21/2005 Analyzed: 10/21/2005 16:14
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 26.9 25 107.6 65-165( 20

Benzene 26.1 25 104.4 69-129( 20

Toluene 29.6 25 118.4 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 512 500 102.4 73-130

Toluene-d8 565 500 113.0 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57
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SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 8260B

Laboratory Control Spike Water QC Batch # 2005/10/21-1A.71
LCS 2005/10/21-1A.71-055 Extracted: 10/21/2005 Analyzed: 10/21/2005 08:55
LCSD 2005/10/21-1A.71-048 Extracted: 10/21/2005 Analyzed: 10/21/2005 09:48

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 27.1 27.0 25 108.4 |108.0 |04 |65-165( 20

Benzene 30.0 29.7 25 120.0 |118.8 | 1.0 |69-129( 20

Toluene 28.6 27.9 25 1144 |1116 |25 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 489 484 500 97.8 96.8 73-130

Toluene-d8 539 531 500 107.8 |106.2 81-114

Severn Trent Laboratories, Inc.

10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 32 of 47



SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/10/21-2A.64

LCS 2005/10/21-2A.64-050 Extracted: 10/21/2005 Analyzed: 10/21/2005 18:50

LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 25.5 25 102.0 65-165| 20

Benzene 28.2 25 112.8 69-129( 20

Toluene 27.3 25 109.2 70-130| 20

Surrogates(s)

1,2-Dichloroethane-d4 470 500 94.0 73-130

Toluene-d8 534 500 106.8 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57
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SEVERN

TRENT

Easm O 1 L

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.

Attn.: Josh

Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/10/21-2B.65

LCS 2005/10/21-2B.65-039 Extracted: 10/21/2005 Analyzed: 10/21/2005 18:39
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 23.2 25 92.8 65-165( 20

Benzene 23.9 25 95.6 69-129( 20

Toluene 241 25 96.4 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 406 500 81.2 73-130

Toluene-d8 450 500 90.0 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57
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SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/10/22-1B.64

LCS 2005/10/22-1B.64-029 Extracted: 10/22/2005 Analyzed: 10/22/2005 08:29
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 25.2 25 100.8 65-165( 20

Benzene 25.8 25 103.2 69-129( 20

Toluene 26.8 25 107.2 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 506 500 101.2 73-130

Toluene-d8 539 500 107.8 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57
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SEVERN STI
TRENT

Blaine Tech S

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

ervices, Inc.

Attn.: Josh Kerns

1680 Rogers Avenue

San Jose, CA

95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 50

30B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/10/22-1B.71

LCS 2005/10/22-1B.71-049 Extracted: 10/22/2005 Analyzed: 10/22/2005 14:46
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 22.8 25 91.2 65-165( 20

Benzene 25.5 25 102.0 69-129| 20

Toluene 24.7 25 98.8 70-130| 20

Surrogates(s)

1,2-Dichloroethane-d4 464 500 92.8 73-130

Toluene-d8 529 500 105.8 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57
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SEVERN

TRENT

Easm O 1 L

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.

Attn.: Josh

Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2

Received: 10/18/2005 14:20

98995885
Site: 5060 Redwood Drive, Rohnert Park
Batch QC Report
Prep(s): 5030B Test(s): 8260B
Laboratory Control Spike Water QC Batch # 2005/10/26-2A.64
LCS 2005/10/26-2A.64-033 Extracted: 10/26/2005 Analyzed: 10/26/2005 18:33
LCSD 2005/10/26-2A.64-021 Extracted: 10/27/2005 Analyzed: 10/27/2005 01:21
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. [RPD| LCS | LCSD
Methy! tert-butyl ether (MTBE)| 26.6 25.2 25 106.4 |100.8 |5.4 |65-165| 20
Benzene 27.7 27.8 25 110.8 |111.2 |0.4]169-129| 20
Toluene 271 271 25 108.4 |108.4 |0.0]70-130| 20
Surrogates(s)
1,2-Dichloroethane-d4 488 501 500 97.6 100.2 73-130
Toluene-d8 536 554 500 107.2 |110.8 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 37 of 47



SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 8260B

Laboratory Control Spike Water QC Batch # 2005/10/27-1A.64
LCS 2005/10/27-1A.64-018 Extracted: 10/27/2005 Analyzed: 10/27/2005 08:18
LCSD 2005/10/27-1A.64-002 Extracted: 10/27/2005 Analyzed: 10/27/2005 09:00

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 26.3 24.9 25 105.2 |99.6 5.5|65-165| 20

Benzene 28.8 28.1 25 115.2 |1124 |2.5(69-129( 20

Toluene 28.4 28.8 25 113.6 |1152 |1.4|70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 485 470 500 97.0 94.0 73-130

Toluene-d8 536 529 500 107.2 |105.8 81-114

Severn Trent Laboratories, Inc.

10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 38 of 47



TRENT

S TI Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/21-1A.66
MS/MSD Lab ID: 2005-10-0386 - 002
MS: 2005/10/21-1A.66-033 Extracted: 10/21/2005 Analyzed: 10/21/2005 19:33
Dilution: 100.00
MSD: 2005/10/21-1A.66-001 Extracted: 10/21/2005 Analyzed: 10/21/2005 20:01
Dilution: 100.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 2680 2910 264 2500 |96.6 |105.8 |9.1 65-165 20
Benzene 9220 9440 7340 2500 |75.2 |84.0 |[11.1 |69-129 20
Toluene 2630 2780 ND 2500 |105.2 |111.2 |5.5 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 516 520 500 |[103.2 | 104.0 73-130
Toluene-d8 527 537 500 |[105.4 |107.4 81-114

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 39 of 47



SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 82608

Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/21-1A.71
S-9 >>MS Lab ID: 2005-10-0428 - 009
MS: 2005/10/21-1A.71-050 Extracted: 10/21/2005 Analyzed: 10/21/2005 10:50
Dilution: 20.00
MSD: 2005/10/21-1A.71-017 Extracted: 10/21/2005 Analyzed: 10/21/2005 11:17
Dilution: 20.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 822 877 329 500 |[98.6 |[109.6 |10.6 |65-165 20
Benzene 523 562 1.08 500 |[104.4 |112.2 7.2 69-129 20
Toluene 492 534 1.79 500 |[98.0 |106.4 |8.2 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 500 503 500 |100.0 | 100.6 73-130
Toluene-d8 530 536 500 |[106.0 | 107.2 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 40 of 47
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SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 82608

Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/21-2A.64
S-16 >> MS Lab ID: 2005-10-0428 - 016
MS: 2005/10/21-2A.64-015 Extracted: 10/21/2005 Analyzed: 10/21/2005 20:15
Dilution: 1.00
MSD: 2005/10/21-2A.64-036 Extracted: 10/21/2005 Analyzed: 10/21/2005 20:36
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD |Rec. RPD MS MSD
Methy! tert-butyl ether 145 143 118 25 108.0 | 100.0 | 7.7 65-165 20
Benzene 27.0 26.3 ND 25 108.0 | 105.2 | 2.6 69-129 20
Toluene 25.7 25.5 ND 25 102.8 1 102.0 | 0.8 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 493 503 500 |[98.6 |100.6 73-130
Toluene-d8 518 540 500 |[103.6 |108.0 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 41 of 47
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SEVERN

TRENT

Easm O 1 L

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Matrix Spike ( MS / MSD )

Water

Test(s): 82608

QC Batch # 2005/10/21-2B.65

MS/MSD Lab ID: 2005-10-0395 - 003
MS: 2005/10/21-2B.65-042 Extracted: 10/21/2005 Analyzed: 10/21/2005 20:42
Dilution: 50.00
MSD: 2005/10/21-2B.65-008 Extracted: 10/21/2005 Analyzed: 10/21/2005 21:08
Dilution: 50.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD |Rec. RPD MS MSD
Methy! tert-butyl ether 40.5 38.4 18.8 25 86.8 |784 |10.2 |65-165 20
Benzene 21.0 211 ND 25 84.0 |844 69-129 20
Toluene 22.0 21.7 ND 25 88.0 |86.8 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 401 411 500 |[80.2 |[82.2 73-130
Toluene-d8 456 453 500 |[91.2 |90.6 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/28/2005 17:57
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TRENT

S TI Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/22-1B.64
MS/MSD Lab ID: 2005-10-0449 - 004
MS: 2005/10/22-1B.64-050 Extracted: 10/22/2005 Analyzed: 10/22/2005 10:50
Dilution: 1.00
MSD: 2005/10/22-1B.64-011 Extracted: 10/22/2005 Analyzed: 10/22/2005 11:11
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 27.5 24.6 ND 25 110.0 | 984 |11.1 |65-165 20
Benzene 271 26.5 ND 25 108.4 | 106.0 | 2.2 69-129 20
Toluene 26.4 25.5 ND 25 105.6 | 102.0 | 3.5 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 556 529 500 |[111.2 | 105.8 73-130
Toluene-d8 549 531 500 |[109.8 | 106.2 81-114

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 43 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/22-1B.71
MS/MSD Lab ID: 2005-10-0397 - 010
MS: 2005/10/22-1B.71-012 Extracted: 10/22/2005 Analyzed: 10/22/2005 16:12
Dilution: 100.00
MSD: 2005/10/22-1B.71-039 Extracted: 10/22/2005 Analyzed: 10/22/2005 16:39
Dilution: 100.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 11100 12500 9360 2500 |69.6 |125.6 |57.4 |65-165 20 R1
Benzene 2240 2260 3.57 2500 |89.5 |90.3 [0.9 69-129 20
Toluene 2170 2140 7.17 2500 |86.5 |853 [14 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 429 441 500 |85.8 |[88.2 73-130
Toluene-d8 497 500 500 |[99.4 |100.0 81-114

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 44 of 47



SEVERN STI
TRENT

Submission: 2005-10-0428

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105

Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2
98995885

Received: 10/18/2005 14:20

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 82608

Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/26-2A.64
EW-5 >>MS Lab ID: 2005-10-0428 - 021
MS: 2005/10/26-2A.64-024 Extracted: 10/26/2005 Analyzed: 10/26/2005 19:24
Dilution: 5.00
MSD: 2005/10/26-2A.64-045 Extracted: 10/26/2005 Analyzed: 10/26/2005 19:45
Dilution: 5.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 494 510 482 25 48.0 |112.0 | 80.0 |65-165 20 M3,M5 M3,R1
Benzene 27.7 26.9 ND 25 110.8 | 107.6 | 2.9 69-129 20
Toluene 26.2 26.7 ND 25 104.8 1 106.8 [ 1.9 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 474 495 500 |[94.8 [99.0 73-130
Toluene-d8 541 538 500 |[108.2 | 107.6 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 45 of 47
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S TI Submission: 2005-10-0428

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/27-1A.64
MS/MSD Lab ID: 2005-10-0482 - 004
MS: 2005/10/27-1A.64-043 Extracted: 10/27/2005 Analyzed: 10/27/2005 10:43
Dilution: 1.00
MSD: 2005/10/27-1A.64-004 Extracted: 10/27/2005 Analyzed: 10/27/2005 11:04
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L MS MSD | RPD | Rec. RPD MS MSD
Methyl tert-butyl ether 23.7 221 ND 25 948 |884 |7.0 65-165 20
Benzene 27.5 271 ND 25 110.0 | 1084 | 1.5 69-129 20
Toluene 26.7 26.1 ND 25 106.8 | 104.4 | 2.3 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 527 512 500 105.4 | 102.4 73-130
Toluene-d8 540 539 500 108.0 | 107.8 81-114
Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 46 of 47



S TI Submission: 2005-10-0428

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Blaine Tech Services, Inc.
Attn.: Josh Kerns

1680 Rogers Avenue
San Jose, CA 95112-1105
Phone: (408) 573-0555 Fax: (408) 573-7771

Project: BTS#051017-BR2 Received: 10/18/2005 14:20
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Analysis Flag
L2
Reporting limits were raised due to high level of analyte present
in the sample.
Result Flag
M3
Sample > 4x spike concentration.
M5
MS/MSD spike recoveries were below acceptance limits.
See blank spike (LCS).
R1

Analyte RPD was out of QC limits.

Severn Trent Laboratories, Inc. 10/28/2005 17:57

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 47 of 47
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. WELLHEAD INSPECTION CHECKLIST rose Lo
Client Shel) Date  lo-1%-0S™
Site Address SOLO Redwood Rohmectr Ta/k”
Job Number _ o§7j017- BR Technician  _R.Swwmmese f
. Other Acti Well Not
V\,/\‘e;l Cl?ost'?:gtti'\a/i ) WatE:OBnil(led Co\:vn?(l)?wc:;ts Cap Lock "l'aarke‘;\“on Ins:ect;d Repair Qrder
We” lD Action Required Wellbox Cleaned Replaced Replaced (zzlpc::;)n (S:ﬁ::,')n Submitted
g-1 /
-2 N
5-3 e
V4
5 /
sS -
5S-G /
57
S -% /
$~9 - X
S-lo X
G- L /
ST /
5-13 /|
S-I /
/v
S5 /,
5-l6 /
NOTES:
BLAINE TECH SERVICES, INC. SAN JOSE SACRAMENTO LOS ANGELES SAN DIEGO www_blainetech.com



- WELLHEAD INSPECTION CHECIKLIST

Page < of N

Client Ske || Date __ )~ [§- 65~
Site Address SO LO e O cstod Polne = RAN
Job Number SSTol7-FRZ Technician Egu et St
. Other Action Well Not
V\ﬁ;l g:) s,?:g;?,i ) Watgo?:lled Covn\izlcl)t:g;\ ts Cap Lock Taken inspected Repair Order
We” ID Action Required Wellbox Cleaned Replaced Replaced f:ﬁ;:ll)n (S;(ﬁ;::)n Submitted
g L\) '( /
bw-7 /
Ew-% | ~
}
NOTES:
BLAINE TECH SERVICES, INC. SAN JOSE SACRAMENTO LOS ANGELES SAN DIEGO www.blainetech.com



WELL GAUGING DATA

Project # OS10]2-BR Date /d~ 17 -0 Client _ She (l

site __ 50 d  fduo dol Pa Rokn-esF ﬁf/%

Thickness | Volume of
S heens |t st Bommavos |Depth 0 waier| D o wel Pink:. 08
WellID | (in) | Odor |Liquid (ft)|Liquid (ft)|  (ml) (ft.) bottom (ft) | or TOC
’% s | & 07 | 18257 e
v |72 <47 1820 q
53 | & 787 = lusg | L
s-¢ | L 77T 19,20 l
s-5- | & 2,105 18,28 ¢
-6 | & 1.5 NS q
s-7 | 142 | 1815 4
s-5 | Z ©S2| 1805 5
s [T o) | %0 4 15
Yoses |0 T3 1%.06 e
§ sl |72 2065 1820 s
s | & (S i%bC) \ A
£ sz |2 22% | 026 | M
oA 572 | 1805 l .
c |2 577 1825 |k
Mo | Z SHS g0 | |
Eu-| L{ )(5136/ T J’*

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (408) 573-0555



WELL GAUGING DATA

Project #0510} 7-BR rd Date lo - [7-6S— Client __She //
sie__ 5060 Reduogd Do Rohy oot Fork
Thickness | Volume ’of
Well Depth to of Immiscibles o Survey
Size | Sheen/ |Imrniscible|Immiscible| Removed |Depth to water| Depth to well | Point: TOB
Well ID (in) Odor | Liquid (ft.)| Liquid (ft.) (ml) (ft.) bottom (ft.) or TOC
e | L |62 — | T0¢
gi-3 | 4 1602 —
gu-y | 4 bS5 | —
EW"S/ 7( 6 léj’Z L
*}(/ & W‘J‘wi() with  SH ﬁﬂ\

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (408) 573-0555




SHELL WELL MONITORING DATA SHEET

BrS#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: 10-1%— oS
Well LD.:  S5-| Well Diameter: é 3 4 6 8
Total Well Depth (TD): (925~ Depth to Water (DTW): g, o)
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: PYO Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: [o.[0
Purge Method: /Bailer Waterra Sampling Method: AB/ailer
Disposable Bailer Peristaltic Disposable Bailer
10,4 8 Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Weil Diameter __Muitiplier
1" 0.04 4" 0.65

L. ! (Gals)X 3 = (‘l. 1 Gas z 0.16 ¢ b

1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius™* 0.163
Cond. Turbidity
Time Temp ’F)| pH (mS or ySy (NTUs) Gals. Removed Observations
RIZ [ | W | 006 | 869 [. 22

1218 | 7202 67 116E | ¢¢3 3.5~

[21C | Dzs[ 6] (207 | ¢90 So
Did well dewater?  Yes ﬁcp Gallons actually evacuated: £,
Sampling Date: |6- (¥ -6~ Sampling Time: |7ZO Depth to Water: & /O
Sample ILD.: S - | Laboratory: S TL
Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME
EB 1.D. (if applicable): @ Time Duplicate I.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: " Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: /o~ K05
Well LD.: S-z Well Diameter: & 3 4 6 8
Total Well Depth (TD): / %, 20 Depth to Water DTW): £ ¥4
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: £9 Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]. / O, V/
Purge Method: éailer Waterra Sampling Method: &ailer
Disposable Bailer Peristaltic Disposable Bailer
Cf, 73  Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter __ Multiplier Well Diameter _Multiplier
j " 0.04 4 0.65
L6 (Gas)Xx _~§ = 4.7 cas z 0.16 ¢ Lar
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius” * 0.163
Cond. Turbidity
Time Temp (F)| pH (mS or 18D (NTUs) Gals. Removed Observations
WS( | 623|720 /o35 | 200 (95
MS3 | g2 16 17 | 6S6 | 35~

|15

(.7

178 | 643 428

b2.2

)

Did well dewater?  Yes Gallons actually evacuated: &4, ¢

Sampling Date: | o« [§-0) Sampling Time: ' I 55 Depth to Water: .7 2

Sample ID.: $-T Laboratory: S TL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB LD. (if applicable): e Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "y Post-purge: "/
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: JO—|&-0S—
Well I.D.: S -3 Well Diameter: ) 3 4 6 8
Total Well Depth (TD): [ b. §9 Depth to Water DTW): 7], Y7
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: P‘{’C/ Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: q. 66
Purge Method: Bailew™ Waterra Sampling Method: Bailer =
Disposable Bailer Peristaltic Disposable Bailer
Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter __ Multiplier Well Riameter _ Multiplier
T 0.04 oo 0.65
LY Gasyx - 3 Y X g ||z w S M
1 Case Volume Specified Volumes Calculated Volume ¥ 037 Other radius” * 0.163
Cond. Turbidity
Time Temp CF)| pH (mS or @ (NTUs) Gals. Removed Observations
(3T | Seo.t| 26 (744 7 tovo Ly
(356 | yo.p| s 27 2 wow 70
35y 619 |15 | (&5 7 covo 5

Did well dewater?

Yes

&3

Gallons actually evacuated: 4.5

Sampling Date: o~ 1{§ ~© )* Sampling Time: |Y4vovU

Depth to Water: 7.9}

Sample I.D.: - $

Laboratory:

STL

Analyzed for: T@ ﬁi@ €> MMM}

EB 1.D. (if applicable): Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "L Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  051017-BR2 site: 98995885
Sampler: B Summersett Date: jo - 8 —0S
Well LD.: S-Y Well Diameter: &) 3 4 6 8
Total Well Depth (TD): / S’, 2.0 Depth to Water (DTW): 7.777¢C
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: b’ Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: . 1
Purge Method: éiler Waterra Sampling Method: B{iler
Disposable Bailer Peristaltic Disposable Bailer
) o, ‘l { Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter _Multiplier
1" 0.04 4 0.65
l( 7 (Gals.) X 2 = f ( ‘ Gals. ‘ 0.16 6 1'47. ,
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius * 0.163
Cond. Turbidity
Time Temp (F)| pH (mS or@ (NTUs) Gals. Removed Observations
=224 |7 | eal 1713 > cooo . 2§
125 | | 68| 17157 | 2cece| 35
1233 1765 | 6.9 1696 | s>eco | Soc—
Did well dewater?  Yes &9 Gallons actually evacuated: Sz

1,50

Sampling Date: /, -/&-05~ Sampling Time: (2 35/ Depth to Water:

Sample LD.: §- q Laboratory: STL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB L.D. (if applicable): e Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "y Post-purge: "y
O.RP. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 site: 98995885
Sampler: B Summersett Date: [o-(5- 05
WelllD.. S-S5 Well Diameter: (2) 3 4 6 8
Total Well Depth (TD): | Xz S— Depth to Water (DTW): ), (S
Depth to Free Product: ~ Thickness of Free Product (feet):
Referenced to: P&p) Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 1 13 7
Purge Method: ‘éailer Waterra Sampling Method: Bailer
Disposable Bailer Peristaltic Disposable Bailer
( (. \ Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter _ Multiplier Well Diameter _ Multiplier
1" 0.04 4 0.65
V¥ (Gas)x 3 - 57 G > 0.16 6" 1
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity
Time Temp (F) | pH (mS or 1Y (NTUs) Gals. Removed Observations
133 | 238 b3 | 1802 | sipce | 2:°
W38 | 93,7 162 2% Yeoe | Yo
037 | 23.85168 | 23> | 2eeo| 505~

Did well dewater?  Yes o) Gallons actually evacuated: g S
Sampling Date: O - (£-0S~ Sampling Time: [ qdo Depth to Water: —).$S
Sample LD.: $-§ Laboratory: S TL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB LD. (if applicable):

@

Time

Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: "y Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: Jo ./ f-05
Well LD. S-G Well Diameter: @ 3 4 6 8
Total Well Depth (TD): | 272 Depth to Water (DTW): 7, S 72
Depth to Free Product: __ Thickness of Free Product (feet):
Referenced to: ﬂvc ) Grade D.O. Meter (if req'd): YSI HACH
e
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: ?, é @
Purge Method: /éailer Waterra Sampling Method: / Bailer
0. 1§ Disposable Bailer Peristaltic Disposable Bailer
) Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter  Multiplier
1" 0.04 4" 0.65
), 7 (Gas)x 3 = 49 cas 2: 0.16 & M
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius™* 0.163
Cond. Turbidity
Time Temp F)| pH (mS or puS) (NTUs) Gals. Removed Observations
Y | w6 | €8] 150 | 2weo | 175~
| l |6 | ¥ A )‘/9‘/ 7 P00 3,5
1 | Wz|ge| 1332 | Zreee | S0
Did well dewater? Yes N Gallons actually evacuated: S, O
Sampling Date: ;¢&. (£-O¢ Sampling Time: | | 20 Depth to Water: 5’ ) éf/
Sample LD.: < -& Laboratory: S 1L
Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME
EB LD. (if applicable): @ .. Duplicate LD. if applicable):
Analyzed for: TPH-G Oxygenates(5) 12-DCA EDB Other:
D.O. (if req'd): Pre-purge: | "8y Post-purge: &
O.RP. (ifreqd):  Pre-purge:| mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 site: 98995885
Sampler: B Summersett Date: Jo-1§-05
WellID. -7 Well Diameter: &) 3 4 6 8
Total Well Depth (TD): 1S (€ Depth to Water (DTW): 9, 4T
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: Ve Grade D.O. Meter (if req'd): YSI HACH
Loy
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: I ’ i ' (0
Purge Method: Bailer Waterra Sampling Method: ’Bﬁer
; 3 Disposable Bailer Peristaltic Disposable Bailer
97 Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter __Multiplier Well Diameter Multiplier
Y 0.04 4 0.65
| \\{ (Gals.) X g = L{u 2— Gals. :' 0.16 ¢ 1'47 -
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius* 0.163
Cond. Turbidity
Time Temp (°F) [ pH (mS or(i (NTUs) Gals. Removed Observations
alz | 651§, (92 | peweo (.S
213 0.0 67 A (3 Do o 3,0
0\ ‘Lf Géls—/é/g /Q 3 = VL GO (7( Z S-—'

Did well dewater?  Yes (% Gallons actually evacuated:

Y,2¢"

Sampling Date: | - [ ¢ -O§ Sampling Time: 9 (S/ Depth to Water: ||, D0
Sample ID.: $5-~7) Laboratory: STL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB 1.D. (if applicable): e Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "L Post-purge: "/
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  051017-BR2 site: 98995885

Sampler: B Summersett Date: [© ~f§ 35

Well LD.: g - X Well Diameter: &) 3 4 6 8 _
Total Well Depth (TD): )<, & S“\ Depth to Water (DTW): é?, =
Depth to Free Product: Thickness of Free Product (feet):

Referenced to: lﬁg/ Grade D.O. Meter (if req'd): YSI HACH

DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:

gn ?2,

Purge Method: Bﬁler Waterra Sampling Method: /B/ailer
\L g 7 Disposable Bailer Peristaltic Disposable Bailer
V'Y~ Ppositive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter Multiplier Well Diameter _Multiplier
Y -2 " 0.04 4" 0.65
Wl @asyx 5 - 65 o | 2 oo o o
1 Case Volume Specified Volumes  Calculated Volume : ther racius — ™
Cond. Turbidity
Time Temp (°F) | pH (mS or@ (NTUs) Gals. Removed Observations
030 | 04520 34 | 40z 2.0
o
q3c | (S,0 é,‘? 139 0 566 v,

433

A

353

591

$, s

Did well dewater?

Yes

o)

Gallons actually evacuated:

S 5

Sampling Date: 10~ |§-opSampling Time: 43§~ Depth to Water: € 70
Sample I.D.: $-€ Laboratory: STL
Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB 1.D. (if applicable):

@

Time

Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: "y Post-purge: "
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 site: 98995885

Sampler: B Summersett Date: /6- /§-0%

WellLD.: S — 9 Well Diameter: (3 3 4 6 8 _
Total Well Depth (TD): [, (O Depth to Water (DTW): /6, {{

Depth to Free Product: Thickness of Free Product (feet):

47

Referenced to:

Grade

D.O. Meter (if req'd): YSI HACH

DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:

7o

Purge Method: SBailer Waterra Sampling Method:
a Disposable Bailer Peristaltic Disposable Bailer
1. 9 Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter _Multiplier
3 q 1" 0.04 4" 0.65
| (? (Gals.) X 3 u Gals. g‘;g f) N 1": 240,163
1 Case Volume Specified Volumes  Calculated Volume ) ther racius %
Cond. Turbidity
Time Temp (°F) pH (mS or pS) (NTUs) Gals. Removed Observations
1335 b€ |11 | 2662 | oo .S
1335|6891 | 25¢z| 21000 | 30
1535 | 6| 21| 2Hq| 29 | Yo
Did well dewater?  Yes Ko Gallons actually evacuated: Lfl O

Sampling Date: [p-(§-OS5 Sampling Time: 34O

Depth to Water: [0 75' |

Sample LD.: S -9

Laboratory: STL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB L.D. (if applicable): e Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "y Post-purge: "¢y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  051017-BR2 site: 98995885

Sampler: B Summersett Date: ZE (§- O85—

Well I.D.: S -0 Well Diameter: @ 3 4 6 8
Total Well Depth (TD): [ g() ®) Depth to Water (DTW): v. (3

Depth to Free Product: Thickness of Free Product (feet):

Referenced to: 65) Grade D.O. Meter (if req'd): YSI HACH

DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW].

1.3

éiler

Purge Method: Waterra Sampling Method:
- Disposable Bailer Peristaltic Disposable Bailer
| O. g Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
|Well Diameter  Multiplier Well Diameter  Multiplier
1" 0.04 4" 0.65
\ i g (Gals.) X 3 = g 13 Gals. 2' 0.16 ¢ 1'47_ 24
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity
Time Temp (°F) | pH (mS or u&y (NTUs) Gals. Removed Observations
1026 | 6757 21 1853 | Dreco | 2.0
1037 | 6721 | 70| 1798 | sceen | 4,0
(039 | £&1 | 20| |752 | sececo | 515
Did well dewater? ~ Yes %7 Gallons actually evacuated: 5.
Sampling Date: jo- §§-©5— Sampling Time: JO '?/0 Depth to Water: 9,4 9
Sample ID.: S ~(O Laboratory: STL
Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME A/ ( y\(t,‘ <
EB 1.D. (if applicable): e Time Duplicate I.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: "I Post-purge: "
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTs#  051017-BR2 site: 98995885

Sampler: B Summersett Date: 16 . (S— 0K

Well LD.: S -1 Well Diameter: @& 3 4 6 8
Total Well Depth (TD): \‘? , 2.0 Depth to Water (DTW): "), S~

Depth to Free Product: Thickness of Free Product (feet):

Referenced to: e’ Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: 7; /b

Purge Method: Bailer Waterra Sampling Method: Bailer

Disposable Bailer

Peristaltic

Disposable Bailer

[0, 5'5' Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter _ Multiplier Well Diameter _ Multiplier
~ " 0.04 4" 0.65
), ) (Gals)X 3 = 6 , O Gass. 2' 0.16 ¢ 147 .
1 Case Volume Specified Volumes  Calculated Volume 3 037 Other radivs” ¥ 0.163
Cond. Turbidity
Time Temp F)| pH (mS or uS) (NTUs) Gals. Removed Observations
— &G
QIey | 671 | 70| 1890 | Droeg [, —
959 00 | 69| 20€9| 727+ | 3.S
—
oo\ | 204 | 70| 2097 | 7158 < o
Did well dewater?  Yes @ Gallons actually evacuated: 57 O

Sampling Date: | o - |€-0s— Sampling Time: ]0 OS~ Depth to Water: g, &

Sample LD.:  §- (] Laboratory: S1L

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME N e'f ~q

EB LD. (if applicable): © Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "L Post-purge: "y
O.R.P. (if req'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 site: 98995885
Sampler: B Summersett Date: Joo -/ & 05
Well 1D.: S~z Well Diameter: ¢ 3 4 6 8
Total Well Depth (TD): /) OO Depth to Water (DTW): é. Y
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: PW Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: ¢, 60
Purge Method: lgiler Waterra Sampling Method: Aiiler
Disposable Bailer Peristaltic Disposable Bailer
Jo. ‘(? Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other, Dedicated Tubing
Other:
|Well Diameter  Multiplier Well Diameter  Multiplier
1 0.04 4 0.65
(.7 (Gasyx S - S5 Gas 2 0.16 ¢ R
1 Case Volume Specified Volumes Calculated Volume 3 031 Other radius” * 0.163
Cond. Turbidity
Time Temp ’F) | pH (mS or uS) (NTUs) Gals. Removed Observations

05¢ | ¢ | 20| 1980 Yoo | 95T
oo | My g | 1975 | »wee ~, S
jlo| ‘7112. ézS/ I 920 | » feoo 5;25/

Did well dewater? Yes XD Gallons actually evacuated: §-z&—

Sampling Date: [o-/¥-<5 Sampling Time: [/0S™  Depth to Water: é ‘ 70

Sample ILD.: S-12. Laboratory: S 1L

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB L.D. (if applicable): @ Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "¢y Post-purge: "¢y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: JO - [(f-o¢
Well LD.: S -3 Well Diameter: ¢ 3 4 6 8
Total Well Depth (TD): [ 77,20 Depth to Water DTW): 7 2 &
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: P@ Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTWT: ﬁ 2 ,Q
Purge Method: Bailer Waterra Sampling Method: “Bailer
Disposable Bailer Peristaltic Disposable Bailer
q ) cl < Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
{Well Diameter  Muitiplier Well Diameter Multiplier
I 0.04 4" 0.65
A (Gals) X 3 _ ‘-" g Gl > 0.16 6" 147 ..
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity
Time Temp CF)| pH (mS or pS) (NTUs) Gals. Removed Observations
07 | Mo |[Z0]| 1456 7 rooe L2
(01§ | 33169 4SO | 7¢¢=e 2.5
lowo | 93.3146.%| 1437 desoe | G0
walted foi| €% ve Cheron
Did well dewater? Yes o) Gallons actually evacuated: S- O
Sampling Date: |, . (§ - c5~Sampling Time: |02 5/ Depth to Water: Ci 26
Sample 1.D.: $-13 Laboratory: STL
Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME 4/ e ~_
EB L.D. (if applicable): © mme  Duplicate I.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: "I Post-purge: "/
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTs#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: / - 708
Well LD  §-[{ Well Diameter: (2) 3 4 6 8
t
Total Well Depth (TD): [ ¢,05 Depth to Water DTW): 5,72
Depth to Free Product:  , ~ Thickness of Free Product (feet):
Referenced to: P Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: ¥, Y
Purge Method: Ailer Waterra Sampling Method: ailer
Disposable Bailer Peristaltic Disposable Bailer
12,33 Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
' Other:
Well Diameter __Multiplier Well Diameter __Multiplier
— / 1" 0.04 4" 0.65
2.0  Gas)Xx O = O acas 2 0.16 ¢ L7
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius” * 0.163
Cond. Turbidity
Time Temp ’F)| pH (mS or uS) (NTUs) Gals. Removed Observations
1603 | g [ 2] 1519 | vesee | 2.0
\60¢ 920 bA| 15(0 | 727 {, O
\con | yp0l68 | 1515 218 | L.O

Did well dewater? Yes @o) Gallons actually evacuated: Q 5@

Sampling Date: jeo~/7- S Sampling Time: {Q’ [O Depth to Water: ~/, Og

Sample LD.: S~ [ "{ | Laboratory: STL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME -
EB LD. (if applicable): @ Time Duplicate I.D. (if applicable): |
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "y Post-purge: mg/p

O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: JO-[7-&S
well LD.: <~ |5 Well Diameter: (3} 3 4 6 8
Total Well Depth (TD): | g, Z( Depth to Water (DTW): 5,77
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: £C) Grade D.O. Meter (if req'd): YSI HACH
L
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]: f, %
Purge Method: -Bailer Waterra Sampling Method: /Bﬁler
é Disposable Bailer Peristaltic Disposable Bailer
! Z\ q Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter  Mulitiplier Well Diameter _ Multiplier
- T 0.04 4" 0.65
O Gasyx I3 . b 1 O Gas 2 0.16 ¢ L7
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius™* 0.163
Cond. Turbidity
Time Temp F) | pH (mS or @S), (NTUs) Gals. Removed Observations
K75 107 123] 1555 | 20e0| 2,0
ISEO e 71( (519 Jieco| O
1562 | pg | 20| 1532 Doos | 6,0

Did well dewater? Yes

Mo &0
Sampling Date: [ D~ (7 -0 S Sampling Time: Lég S"" Depth to Water: @29

- Gallons actually evacuated:

Sample I.D.: S-f S/ Laboratory: STL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB L.D. (if applicable): e Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "y Post-purge: "
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558



SHELL WELL MONITORING DATA SHEET

BTs#  051017-BR2 site: 98995885
Sampler: B Summersett Date: JO-j7-°S
WellLD.: &~ o Well Diameter: @ 3 4 6 8
Total Well Depth (TD): | ‘L! O Depth to Water (DTW): & L{ g
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: PO Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]. g[ oY
Purge Method: 4iler Waterra Sampling Method: {ai;er
e Disposable Bailer Peristaltic Disposable Bailer
\’L ﬂs Positive Air Displacement Extraction Pump Extraction Port
Electric Submersible Other Dedicated Tubing
Other:
Well Diameter __ Multiplier Well Diameter Multiplier
1 0.04 4" 0.65
Z,\  @Gals)X 3 - b /S Gals. z 0.16 6 .
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius” * 0.163
Cond. Turbidity
Time Temp °F)| pH (mS or (S)) (NTUs) Gals. Removed Observations

[s32| Y 64| Y | 2ce0° | 2,28
32 | 70| U3 | d>weo| 7o
538 614 |70 210 seeco | bS5

Did well dewater?  Yes | Gallons actually evacuated: én§’

Sampling Date: | p -{—7-0& Sampling Time: ] § 4y  Depth to Water: 7 ’C7 ?

Sample LD.:  S-{(6 Laboratory: STL

Analyzed for: fE)G T@D ek (pe @R TANE

EB 1.D. (if applicable): e Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: ) Post-purge: "L
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV} -

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTs#  051017-BR2 site: 98995885
Sampler: B Summersett Date: /o~ [9-65
WelllD.:  Zw-| Well Diameter: 2 3 & 6 8
Total Well Depth (TD): Depth to Water (DTW): / ¢3S S
Depth to Free Product: \ Thickness of Free Product (feet):
Referenced to: g Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:
Purge Method:  Bailer Waterra Sampling Method: Bailer
Peristaltic Disposable Bailer
g€ Air Displacement action Pump xtraction Port
ectric Submersible ther Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter __Multiplier
" 0.04 4" 0.65
(Gals.) X — = — Gals. 2:' 0.16 ¢ 147 -
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity

Time Temp (°F) (mS or ) (NTUs) Gals. Removed Observations

pH
309 | 61%|¢.9| [S62 | 2T —

Did well dewater?  Yes &0 Gallons actually evacuated: —

Sampling Date: (o - (¥~o§ Sampling Time: )3 [O Depth to Water: J&.3S
Sample ILD.: &Ecs - ( Laboraicory: STL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB L.D. (if applicable): e Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "L Post-purge: i
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 site: 98995885
Sampler: B Summersett Date: /o -/ £~ OF—
Well I.D.: Eul-2 Well Diameter: 2 3 6 8
Total Well Depth (TD): Depth to Water (DTW): /S 2|
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: P¥e Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:
Purge Method:  Bailer Waterra Sampling Method: Bailer
Disposable Baj Perjstaific /ﬁfsposable Bailer
Positj ir Displacement Exjpection Pump traction Port
ectric Submersible Oth: Dedicated Tubing
Other:
Well Diameter  Multiplier Well Diameter _ Multiplier
1" 0.04 4 0.65
~  (Gals)X __—— = — Gals. > 0.18 ¢ L7
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity
Time Temp (°F) | pH (mS or S) (NTUs) Gals. Removed Observations
<oy | 703 | 2| 1S90 | =ze —
Did well dewater?  Yes 6 Gallons actually evacuated: —_

Sampling Date: [»- 1 §-<5 Sampling Time: { 3OS~  Depth to Water: STz

Sample LD.: ZdJ-T Laboratory: S 1L

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB L.D. (if applicable): e Time Duplicate 1.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "L Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  051017-BR2 Site: 98995885
Sampler: B Summersett Date:  JO-[§-0(
WellLD.: Ew-3 Well Diameter: 2 3 @) 6 8
Total Well Depth (TD): ™~ Depth to Water (DTW): / G0
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: PEC) Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:
Purge Method: Bailer Wate! Sampling Method: Bailer
Disposable Bailer Pegisfaltic Disposable Bailer
Posjtiv8 Air Displacement Extgacfion Pump c/g(gtfaction Port
ectric Submersible Other Dedicated Tubing
Other:
Well Diameter _ Muttiplier Well Diameter  Multiplier
T 0.04 4" 0.65
—  (Gals)X — = T Gak. 2 0.16 ¢ b
1 Case Volume Specified Volumes Calculated Volume 2 037 Other radius” * 0.163
Cond. Turbidity
Time Temp CF)| pH (mS or K3) (NTUs) Gals. Removed Observations
1258 | 96| 20| 2127 | 3 —
Did well dewater?  Yes Qo Gallons actually evacuated: —

Sampling Date: {0 ~{ ¥ - 0§ Sampling Time: 30O Depth to Water:  j/ 02

Sample I.D.: -3 Laboratory: STL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB 1.D. (if applicable): e Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: ™y Post-purge: "L
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

BTS#  051017-BR2 Site: 98995885
Sampler: B Summersett Date: /O- (&5
- .
Well LD.: cw- L,[ Well Diameter: 2 3 &) 6 8
Total Well Depth (TD):  — Depth to Water (DTW): &, 7S~
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: 3 Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTW]:
Purge Method: Bailer Sampling Method: Bailer
Disposable Baifér Pepibtaltic Disposable Bailer
Positive Xir Displacement Extragtfon Pump / Extraction Port
Elgetfic Submersible Other Dedicated Tubing
Other:
Well Diameter Multiplier Well Diameter __Multiplier
1" 0.04 4 0.65
— (Gals)X __ = = - Gals. ¥ 0.16 ¢ L7
1 Case Volume Specified Volumes  Calculated Volume 3 0317 Other radius”* 0.163
Cond. Turbidity
- Time Temp "F)| pH (mS or uS) (NTUs) Gals. Removed Observations

125 (6729 || 1SY0 29 —

Did well dewater? Yes @/ Gallons actually evacuated: —_—

Sampling Date: /o - (§- ¢ Sampling Time:  [2$7 S Depth to Water: /2§

Sample LD.: £ o9 - C{ Laboratory: S TL

Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME

EB L.D. (if applicable): @ Time Duplicate I.D. (if applicable):

Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:

D.O. (if req'd): Pre-purge: "y Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




SHELL WELL MONITORING DATA SHEET

Brs#  051017-BR2 site: 98995885
Sampler: B Summersett Date: (O-(§¥-Q(
Well L.D.: E /- S Well Diameter: 2 3 (3 6 8
Total Well Depth (TD): Depth to Water (DTW):  &,L=_
Depth to Free Product: Thickness of Free Product (feet):
Referenced to: Ve, Grade D.O. Meter (if req'd): YSI HACH
DTW with 80% Recharge [(Height of Water Column x 0.20) + DTWT]:
Purge Method:  Bailer /g’ﬂna Sampling Method: Bailer
Disposable Bajler” eristaltic Disposable Bailer
Positive AT Displacement Extraction Pump _Axtraction Port
Eleftric Submersible Other Dedicated Tubing
Other:
Well Diameter _Multiplier Well Diameter _ Multiplier
" 0.04 4" 0.65
—Gals) X - _ — Gals. 2 0.16 6" 147 )
1 Case Volume Specified Volumes Calculated Volume 3 037 Other radius”* 0.163
Cond. Turbidity
Time Temp (°F)| pH (mS or l@ (NTUs) Gals. Removed Observations
1319 | Lo la | (6] z¢ —
Did well dewater? Yes @/ Gallons actually evacuated: — — 37 .
Sampling Date: [o~1 §-65Sampling Time: 3,2 @ Depth to Water: S =
Sample ILD.: B&ws- 5 Laboratory: STL
Analyzed for: TPH-G TPH-D BTEX MTBE TBA TAME
EB L.D. (if applicable): e Time Duplicate I.D. (if applicable):
Analyzed for: TPH-G Oxygenates(5) 1,2-DCA EDB Other:
D.O. (if req'd): Pre-purge: "y Post-purge: "y
O.R.P. (ifreq'd):  Pre-purge: mV Post-purge: mV

Blaine Tech Services, Inc. 1680 Rogers Ave., San Jose, CA 95112 (800) 545-7558




Appendix B

Groundwater Extraction System
Certified Analytical Reports



ST‘L Submission#: 2005-09-0304

TRENT

Cambria Environmental Emeryville October 03, 2005

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Attn.: Trey Jackson

Project#: 247-0989-003
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Attached is our report for your samples received on 09/13/2005 12:05
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
10/28/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN STI
TRENT

Submission: 2005-09-0304

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 09/13/2005 12:05

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
INF 09/13/2005 09:45 Water 1
MID 1 09/13/2005 09:40 Water 2
MID 2 09/13/2005 09:35 Water 3
EFF 09/13/2005 09:30 Water 4

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

09/29/2005 15:16

Page 1 of 12



S TI Submission: 2005-09-0304

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 09/13/2005 12:05
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: INF Lab ID: 2005-09-0304 - 1

Sampled: 09/13/2005 09:45 Extracted:  9/21/2005 09:30

Matrix: Water QC Batch#: 2005/09/21-1A.66

Analysis Flag: L2, pH: <2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 1000 ug/L 20.00 [ 09/21/2005 09:30
Benzene ND 10 ug/L 20.00 | 09/21/2005 09:30
Toluene ND 10 ug/L 20.00 [ 09/21/2005 09:30
Ethylbenzene ND 10 ug/L 20.00 | 09/21/2005 09:30
Total xylenes ND 20 ug/L 20.00 | 09/21/2005 09:30
tert-Butyl alcohol (TBA) ND 100 ug/L 20.00 [ 09/21/2005 09:30
Methyl tert-butyl ether (MTBE) 850 100 ug/L 20.00 | 09/21/2005 09:30
Surrogate(s)
1,2-Dichloroethane-d4 96.5 73-130 % 20.00 | 09/21/2005 09:30
Toluene-d8 100.3 81-114 % 20.00 [ 09/21/2005 09:30

Severn Trent Laboratories, Inc. 09/29/2005 15:16

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 12



S TI Submission: 2005-09-0304

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 09/13/2005 12:05
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 1 Lab ID: 2005-09-0304 - 2

Sampled:  09/13/2005 09:40 Extracted:  9/23/2005 23:59

Matrix: Water QC Batch#: 2005/09/23-2A.65

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 09/23/2005 23:59
Benzene ND 0.50 ug/L 1.00 [ 09/23/2005 23:59
Toluene ND 0.50 ug/L 1.00 [ 09/23/2005 23:59
Ethylbenzene ND 0.50 ug/L 1.00 [ 09/23/2005 23:59
Total xylenes ND 1.0 ug/L 1.00 [ 09/23/2005 23:59
tert-Butyl alcohol (TBA) 17 5.0 ug/L 1.00 [ 09/23/2005 23:59
Methyl tert-butyl ether (MTBE) 88 5.0 ug/L 1.00 [ 09/23/2005 23:59
Surrogate(s)
1,2-Dichloroethane-d4 93.7 73-130 % 1.00 | 09/23/2005 23:59
Toluene-d8 90.4 81-114 % 1.00 [ 09/23/2005 23:59

Severn Trent Laboratories, Inc. 09/29/2005 15:16

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 12



S TI Submission: 2005-09-0304

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 09/13/2005 12:05
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 2 Lab ID: 2005-09-0304 - 3

Sampled: 09/13/2005 09:35 Extracted: 9/21/2005 14:06

Matrix: Water QC Batch#: 2005/09/21-1A.66

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 |1 09/21/2005 14:06
Benzene ND 0.50 ug/L 1.00 [ 09/21/2005 14:06
Toluene ND 0.50 ug/L 1.00 |1 09/21/2005 14:06
Ethylbenzene ND 0.50 ug/L 1.00 |1 09/21/2005 14:06
Total xylenes ND 1.0 ug/L 1.00 [ 09/21/2005 14:06
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 |1 09/21/2005 14:06
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 1.00 [ 09/21/2005 14:06
Surrogate(s)
1,2-Dichloroethane-d4 98.4 73-130 % 1.00 [ 09/21/2005 14:06
Toluene-d8 101.4 81-114 % 1.00 |1 09/21/2005 14:06

Severn Trent Laboratories, Inc. 09/29/2005 15:16

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 12



S TI Submission: 2005-09-0304

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 09/13/2005 12:05
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EFF Lab ID: 2005-09-0304 - 4

Sampled:  09/13/2005 09:30 Extracted:  9/21/2005 13:39

Matrix: Water QC Batch#: 2005/09/21-1A.66

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 09/21/2005 13:39
Benzene ND 0.50 ug/L 1.00 [ 09/21/2005 13:39
Toluene ND 0.50 ug/L 1.00 [ 09/21/2005 13:39
Ethylbenzene ND 0.50 ug/L 1.00 [ 09/21/2005 13:39
Total xylenes ND 1.0 ug/L 1.00 [ 09/21/2005 13:39
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 09/21/2005 13:39
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 1.00 [ 09/21/2005 13:39
Surrogate(s)
1,2-Dichloroethane-d4 97.0 73-130 % 1.00 [ 09/21/2005 13:39
Toluene-d8 100.6 81-114 % 1.00 [ 09/21/2005 13:39

Severn Trent Laboratories, Inc. 09/29/2005 15:16

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 12



S TI Submission: 2005-09-0304

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 09/13/2005 12:05
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/09/21-1A.66
MB: 2005/09/21-1A.66-056 Date Extracted: 09/21/2005 08:56
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 09/21/2005 08:56
tert-Butyl alcohol (TBA) ND 5.0 ug/L 09/21/2005 08:56
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 09/21/2005 08:56
Benzene ND 0.5 ug/L 09/21/2005 08:56
Toluene ND 0.5 ug/L 09/21/2005 08:56
Ethylbenzene ND 0.5 ug/L 09/21/2005 08:56
Total xylenes ND 1.0 ug/L 09/21/2005 08:56
Surrogates(s)
1,2-Dichloroethane-d4 99.6 73-130 % 09/21/2005 08:56
Toluene-d8 97.4 81-114 % 09/21/2005 08:56

Severn Trent Laboratories, Inc. 09/29/2005 15:16

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 12



SEVERN STI
TRENT

Submission: 2005-09-0304

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 09/13/2005 12:05

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 8260B

Method Blank Water QC Batch # 2005/09/23-2A.65
MB: 2005/09/23-2A.65-051 Date Extracted: 09/23/2005 18:51
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 09/23/2005 18:51
tert-Butyl alcohol (TBA) ND 5.0 ug/L 09/23/2005 18:51
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 09/23/2005 18:51
Benzene ND 0.5 ug/L 09/23/2005 18:51
Toluene ND 0.5 ug/L 09/23/2005 18:51
Ethylbenzene ND 0.5 ug/L 09/23/2005 18:51
Total xylenes ND 1.0 ug/L 09/23/2005 18:51
Surrogates(s)
1,2-Dichloroethane-d4 96.2 73-130 % 09/23/2005 18:51
Toluene-d8 92.8 81-114 % 09/23/2005 18:51

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

09/29/2005 15:16

Page 7 of 12



SEVERN

TRENT

Easm O 1 L

Submission: 2005-09-0304

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey

Jackson

5900 Hollis Street, Ste. A

Emeryville,

CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 09/13/2005 12:05

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/09/21-1A.66

LCS 2005/09/21-1A.66-028 Extracted: 09/21/2005 Analyzed: 09/21/2005 08:28
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 24.5 25 98.0 65-165( 20

Benzene 24.9 25 99.6 69-129( 20

Toluene 29.5 25 118.0 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 461 500 92.2 73-130

Toluene-d8 545 500 109.0 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

09/29/2005 15:16

Page 8 of 12



SEVERN STI
TRENT

Submission: 2005-09-0304

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 09/13/2005 12:05

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/09/23-2A.65

LCS 2005/09/23-2A.65-026 Extracted: 09/23/2005 Analyzed: 09/23/2005 18:26
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 26.7 25 106.8 65-165( 20

Benzene 27.4 25 109.6 69-129( 20

Toluene 26.5 25 106.0 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 413 500 82.6 73-130

Toluene-d8 450 500 90.0 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

09/29/2005 15:16

Page 9 of 12



SEVERN STI
TRENT

Cambria Environmental Emeryville

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-09-0304

Received: 09/13/2005 12:05

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Matrix Spike ( MS / MSD )

Water

Test(s): 82608

QC Batch # 2005/09/21-1A.66

INF >>MS Lab ID: 2005-09-0304 - 001
MS: 2005/09/21-1A.66-058 Extracted: 09/21/2005 Analyzed: 09/21/2005 09:58
Dilution: 20.00
MSD: 2005/09/21-1A.66-025 Extracted: 09/21/2005 Analyzed: 09/21/2005 10:25
Dilution: 20.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD |Rec. RPD MS MSD
Methy! tert-butyl ether 1340 1310 847 500 |98.6 |92.6 |[6.3 65-165 20
Benzene 503 506 ND 500 |100.6 |101.2 [ 0.6 69-129 20
Toluene 573 573 ND 500 |114.6 |114.6 | 0.0 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 463 465 500 |[92.6 |[93.0 73-130
Toluene-d8 519 505 500 |[103.8 |101.0 81-114

Severn Trent Laboratories, Inc.
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

09/29/2005 15:16

Page 10 of 12



S TI Submission: 2005-09-0304

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 09/13/2005 12:05
98995885

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/09/23-2A.65
MS/MSD Lab ID: 2005-09-0559 - 001
MS: 2005/09/23-2A.65-017 Extracted: 09/23/2005 Analyzed: 09/23/2005 19:17
Dilution: 1.00
MSD: 2005/09/23-2A.65-043 Extracted: 09/23/2005 Analyzed: 09/23/2005 19:43
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 25.3 27.7 ND 25 101.2 1 110.8 | 9.1 65-165 20
Benzene 25.7 28.6 0.714 25 999 |111.5|11.0 |69-129 20
Toluene 24.9 27.4 ND 25 99.6 |109.6 |9.6 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 437 502 500 |87.4 |100.4 73-130
Toluene-d8 438 469 500 |87.6 |93.8 81-114

Severn Trent Laboratories, Inc. 09/29/2005 15:16

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 11 of 12



S TI Submission: 2005-09-0304

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 09/13/2005 12:05
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Analysis Flag
L2
Reporting limits were raised due to high level of analyte present
in the sample.
Severn Trent Laboratories, Inc. 09/29/2005 15:16

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 12 of 12



’(’FF Report Number : 45951
Date: 09/23/2005

Analytical LLC

Melissa Brewer

STL San Francisco

1220 Quarry Lane
Pleasanton, CA 94566-4756

Subject : 4 Water Samples

Project Name : 5060 Redwood Drive, Rohnert Park
Project Number : 247-0989-003

P.O. Number : 2005-09-0304

Dear Ms. Brewer,

Chemical analysis of the samples referenced above has been completed. Summaries of the data are contained
on the following pages. Sample(s) were received under documented chain-of-custody. US EPA protocols for

sample storage and preservation were followed.

Kiff Analytical is certified by the State of California (# 2236). If you have any questions regarding procedures

or results, please call me at 530-297-4800.

Sincerely,

LY

Jpel Kiff

2795 2nd St., Suite 300 Davis, CA 95616 530-297-4800



Report Number : 45951
Date : 09/23/2005

Analytical LLC

Project Name : 5060 Redwood Drive, Rohnert Park
Project Number : 247-0989-003

Sample : INF Matrix : Water Lab Number : 45951-01
Sample Date :09/13/2005
Method
Measured Reporting Analysis Date
Parameter Value Limit Units Method Analyzed
TPH as Diesel <50 50 ug/L M EPA 8015 09/22/2005
Octacosane (Diesel Surrogate) 114 % Recovery M EPA 8015 09/22/2005
Sample : MID 1 Matrix : Water Lab Number : 45951-02
Sample Date :09/13/2005
Method
Measured Reporting Analysis Date
Parameter Value Limit Units Method Analyzed
TPH as Diesel <50 50 ug/L M EPA 8015 09/22/2005
Octacosane (Diesel Surrogate) 101 % Recovery M EPA 8015 09/22/2005
Sample : MID 2 Matrix : Water Lab Number : 45951-03
Sample Date :09/13/2005
Method
Measured Reporting Analysis Date
Parameter Value Limit Units Method Analyzed
TPH as Diesel <50 50 ug/L M EPA 8015 09/22/2005
Octacosane (Diesel Surrogate) 104 % Recovery M EPA 8015 09/22/2005

kil

Approved By:  Jdd| Kiff "
2795 2nd St., Suite 300 Davis, CA 95616 530-297-4800



Report Number : 45951
Date : 09/23/2005

KIFF Q)

Analytical LLC

Project Name : 5060 Redwood Drive, Rohnert Park
Project Number : 247-0989-003

Sample : EFF Matrix : Water Lab Number : 45951-04
Sample Date :09/13/2005
Method
Measured Reporting Analysis Date
Parameter Value Limit Units Method Analyzed
TPH as Diesel <50 50 ug/L M EPA 8015 09/23/2005
Octacosane (Diesel Surrogate) 90.4 % Recovery M EPA 8015 09/23/2005

kil

Approved By:  Jdd| Kiff "
2795 2nd St., Suite 300 Davis, CA 95616 530-297-4800
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4595/

: Date Shipped: 9/15/2005
Chain of Custody 2005-09-0304 - 1

TRENT
From: To:
STL San Francisco (CL) Kiff Analytical

1220 Quarry Lane
Pleasanton, CA 94566-4756

Project Manager:
Phone:

Fax:
Email:

Melissa Brewer

Ext:

(925) 484-1096

2795 Second Street, Ste. 300
Davis, CA 95616

Phone:  (530) 297-4800 Ext:
Fax: (630) 297-4803

Contact: Sample Receiving

CL Submission #:
CLPO #:

2005-09-0304

mbrewer@stl-inc.com Phone:  (530) 297-4800 Ext:
Project #: 247-0989-003
Project Name: 98995885

EDF Global ID: T0609700477

INF [ 9/13/2005 9:45:00AM
EDF Field ID: INF
Diesel - 40 ml extraction 8015M 5 Day 0/
/* SENT TO KIFF 9/15/05 %/
MID 1 2 9/13/2005 9:40:00AM Water
EDF Field ID: MID 1
Diesel - 40 ml extraction 8015M ; 5 Day 0'1
/* SENT TO KIFF 9/15/05 */ \
MID 2 3  9/13/2005 9:35.00AM Water '
EDF Field ID: MID 2
Diesel - 40 mi extraction | 8015M 5 Day ﬂ}
/" SENT TO KIFF 9/15/05 %/
EFF 4 9/13/2005 9:30:00AM \ Water
EDF Field ID: _ EFF ﬂ('/
Diesel - 40 ml extraction 8015M 5§ Day
/* SENT TO KIFF 9/15/05 */

S~
PLEASE INCLUDE QC WITH FAXED AND HARD-COPY RESULTS E)
r
e .

[ -

RELIN . 1. RELINQUISHED BY: 2. RELINQUISHED BY: 3.
1 W Time Signature Time Signature Time
J < o/o/ Pors-o08
Printed Name Date Printed Name Date Pri@am’e Date
S7 ¢
Company CWy ompany
RECEIVED BY: / 1. }1 RECEIVED BY: / 2. RECEIVED BY: 3.
K/ pan) V)
Signature Time Signature Time Sign ’w Time ,—
%1, w) 1374
Printed Name Date

Printed NV Date W%”%e ,4//67/ /ét%—/s—

Copyrany

o ot P guifa)

L —

Temp °C Them. 108 12/ Page 1 of 1
Initial Dete 25
Time Coolant N
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-5an Francisco

SHE!" Chain Of Custody Record

T 754,

Shell Project Manager to be Invaiced: [T INGIDENT NUMBER (S&E ONLY)
1220 Cuarry Lana il SmEce & ENGINEERING Na hr.lg ..l.bwo .\ m_ m_ m_ m_ m_ m_ 8 _ 5| pate
Pleasantan, CA 24586 Dﬂmm._qh_.,....,r.«mn_‘._nm_ Danis Brown .“E.._m“._mqnd___“___...q m:.._..._a,m__mm_H.:.u.ﬂ_".“.u,__._,_j PAGE 1 ol 1
O eamr HosTon e e e
1225} 484-1918 {525) 484-1006 (ax
S L ] RPN Y [E=rFTHEE T GIE ADORENS {Ghewl and City) dLtal rs
Gambria Environmental Technelogy, Ine.  |CETS 5060 Redwood Drive, Rohnert Park TOBCOTCO4TT
ADCFIERS: [FTF DELEERAELE 10 Flespermtis arly 1 Oeakyres] TPIE FID el AL AT PRTLENT Wil
i
5900 Hollis Streel, Sulte A, Emeryville, GA 94608 Wik Murphy (707) 933-2367 347.086-003
FRMMETT GIRTALT [ihamsmony @ PR (2apaet fa| o
Teay Jackson E B
TEREPININE [IE50 Eddip wh N \x
510-420-3341 510-420-9170 ] xn.i\ \“N\ﬂm}\mj
TURNARCURE TIRE [BUSIRESS [AYS) ..-L
B owvs— - oors Oz roves - Tl ewaoks T 2o wours [ tess THAN 24 Hatws REQUESTED AMALYEIS
O (A awace BerorT FosMaT O UST AGENCY
GEME MTEE CONFIRMATION: HIGHEST _ HIGHEST par ECRING ALL ol B m FIELD NOTES:
SPECIAL INSTRUCTIONS OR ROTES: OHEGH BGK IF EOD 15 KOT NEEDED O = ol oo Santsinarfrasareatfrs
z m BB g ar FID Rendings
m, L O B or Laboratory Notes
2 & i
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ST‘L Submission#: 2005-10-0205

TRENT

Cambria Environmental Emeryville October 25, 2005

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Attn.: Trey Jackson

Project#: 247-0989-003
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Attached is our report for your samples received on 10/11/2005 14:00
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
11/25/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN STI
TRENT

Submission: 2005-10-0205

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 10/11/2005 14:00

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
INF 10/11/2005 11:55 Water 1
MID 1 10/11/2005 11:50 Water 2
MID 2 10/11/2005 11:45 Water 3
EFF 10/11/2005 11:40 Water 4

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/14/2005 10:32

Page 1 of 9



S TI Submission: 2005-10-0205

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: INF Lab ID: 2005-10-0205 - 1

Sampled: 10/11/2005 11:55 Extracted: 10/11/2005 23:08

Matrix: Water QC Batch#: 2005/10/11-2B.62

Analysis Flag: L2, pH: <2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 500 ug/L 10.00 | 10/11/2005 23:08
Benzene ND 5.0 ug/L 10.00 [ 10/11/2005 23:08
Toluene ND 5.0 ug/L 10.00 | 10/11/2005 23:08
Ethylbenzene ND 5.0 ug/L 10.00 | 10/11/2005 23:08
Total xylenes ND 10 ug/L 10.00 [ 10/11/2005 23:08
tert-Butyl alcohol (TBA) 90 50 ug/L 10.00 | 10/11/2005 23:08
Methyl tert-butyl ether (MTBE) 1300 50 ug/L 10.00 [ 10/11/2005 23:08
Surrogate(s)
1,2-Dichloroethane-d4 98.2 73-130 % 10.00 [ 10/11/2005 23:08
Toluene-d8 99.0 81-114 % 10.00 | 10/11/2005 23:08

Severn Trent Laboratories, Inc. 10/14/2005 10:32

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 9



S TI Submission: 2005-10-0205

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 1 Lab ID: 2005-10-0205 - 2

Sampled: 10/11/2005 11:50 Extracted:  10/11/2005 23:34

Matrix: Water QC Batch#: 2005/10/11-2B.62

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 10/11/2005 23:34
Benzene ND 0.50 ug/L 1.00 [ 10/11/2005 23:34
Toluene ND 0.50 ug/L 1.00 [ 10/11/2005 23:34
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/11/2005 23:34
Total xylenes ND 1.0 ug/L 1.00 [ 10/11/2005 23:34
tert-Butyl alcohol (TBA) 9.9 5.0 ug/L 1.00 [ 10/11/2005 23:34
Methyl tert-butyl ether (MTBE) 150 5.0 ug/L 1.00 [ 10/11/2005 23:34
Surrogate(s)
1,2-Dichloroethane-d4 97.3 73-130 % 1.00 [ 10/11/2005 23:34
Toluene-d8 98.4 81-114 % 1.00 [ 10/11/2005 23:34

Severn Trent Laboratories, Inc. 10/14/2005 10:32

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 9



S TI Submission: 2005-10-0205

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 2 Lab ID: 2005-10-0205 - 3

Sampled: 10/11/2005 11:45 Extracted:  10/12/2005 00:01

Matrix: Water QC Batch#: 2005/10/11-2B.62

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 10/12/2005 00:01
Benzene ND 0.50 ug/L 1.00 [ 10/12/2005 00:01
Toluene ND 0.50 ug/L 1.00 [ 10/12/2005 00:01
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/12/2005 00:01
Total xylenes ND 1.0 ug/L 1.00 | 10/12/2005 00:01
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 10/12/2005 00:01
Methyl tert-butyl ether (MTBE) 5.3 5.0 ug/L 1.00 | 10/12/2005 00:01
Surrogate(s)
1,2-Dichloroethane-d4 90.3 73-130 % 1.00 | 10/12/2005 00:01
Toluene-d8 100.6 81-114 % 1.00 | 10/12/2005 00:01

Severn Trent Laboratories, Inc. 10/14/2005 10:32

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 9



S TI Submission: 2005-10-0205

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EFF Lab ID: 2005-10-0205 - 4

Sampled: 10/11/2005 11:40 Extracted:  10/12/2005 00:27

Matrix: Water QC Batch#: 2005/10/11-2B.62

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 10/12/2005 00:27
Benzene ND 0.50 ug/L 1.00 | 10/12/2005 00:27
Toluene ND 0.50 ug/L 1.00 [ 10/12/2005 00:27
Ethylbenzene ND 0.50 ug/L 1.00 [ 10/12/2005 00:27
Total xylenes ND 1.0 ug/L 1.00 | 10/12/2005 00:27
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 10/12/2005 00:27
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 1.00 | 10/12/2005 00:27
Surrogate(s)
1,2-Dichloroethane-d4 94.2 73-130 % 1.00 | 10/12/2005 00:27
Toluene-d8 96.1 81-114 % 1.00 [ 10/12/2005 00:27

Severn Trent Laboratories, Inc. 10/14/2005 10:32

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 9



SEVERN STI
TRENT

Submission: 2005-10-0205

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 10/11/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Method Blank Water QC Batch # 2005/10/11-2B.62
MB: 2005/10/11-2B.62-056 Date Extracted: 10/11/2005 19:56
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 10/11/2005 19:56
Benzene ND 0.5 ug/L 10/11/2005 19:56
Toluene ND 0.5 ug/L 10/11/2005 19:56
Ethylbenzene ND 0.5 ug/L 10/11/2005 19:56
Total xylenes ND 1.0 ug/L 10/11/2005 19:56
tert-Butyl alcohol (TBA) ND 5.0 ug/L 10/11/2005 19:56
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 10/11/2005 19:56
Surrogates(s)
1,2-Dichloroethane-d4 86.0 73-130 % 10/11/2005 19:56
Toluene-d8 96.0 81-114 % 10/11/2005 19:56
Severn Trent Laboratories, Inc. 10/14/2005 10:32
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 9



SEVERN

TRENT

Easm O 1 L

Submission: 2005-10-0205

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 10/11/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/10/11-2B.62

LCS 2005/10/11-2B.62-030 Extracted: 10/11/2005 Analyzed: 10/11/2005 19:30
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 22.6 25 90.4 65-165| 20

Benzene 25.0 25 100.0 69-129| 20

Toluene 25.4 25 101.6 70-130| 20

Surrogates(s)

1,2-Dichloroethane-d4 391 500 78.2 73-130

Toluene-d8 492 500 98.4 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/14/2005 10:32

Page 7 of 9



S TI Submission: 2005-10-0205

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170
Project: 247-0989-003 Received: 10/11/2005 14:00
98995885
Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B Test(s): 8260B
Matrix Spike ( MS / MSD ) Water QC Batch # 2005/10/11-2B.62
MS/MSD Lab ID: 2005-10-0204 - 004
MS: 2005/10/11-2B.62-057 Extracted: 10/11/2005 Analyzed: 10/11/2005 20:57
Dilution: 1.00
MSD: 2005/10/11-2B.62-024 Extracted: 10/11/2005 Analyzed: 10/11/2005 21:24
Dilution: 1.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD | Rec. RPD MS MSD
Methy! tert-butyl ether 21.0 22.0 ND 25 84.0 |88.0 |47 65-165 20
Benzene 21.7 21.5 ND 25 86.8 |86.0 |0.9 69-129 20
Toluene 23.2 23.5 ND 25 928 |940 |13 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 406 407 500 |[81.2 (814 73-130
Toluene-d8 490 484 500 |[98.0 |96.8 81-114

Severn Trent Laboratories, Inc. 10/14/2005 10:32

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 8 of 9



S TI Submission: 2005-10-0205

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Analysis Flag
L2
Reporting limits were raised due to high level of analyte present
in the sample.
Severn Trent Laboratories, Inc. 10/14/2005 10:32

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 9 of 9



SEVERN STI
TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-10-0205

Received: 10/11/2005 14:00

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
INF 10/11/2005 11:55 Water 1
MID 1 10/11/2005 11:50 Water 2
MID 2 10/11/2005 11:45 Water 3
EFF 10/11/2005 11:40 Water 4

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/19/2005 13:19

Page 1 of 9



S TI Submission: 2005-10-0205

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: INF Lab ID: 2005-10-0205 - 1

Sampled: 10/11/2005 11:55 Extracted:  10/18/2005 08:47

Matrix: Water QC Batch#: 2005/10/18-02.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/18/2005 14:02
Surrogate(s)
o-Terphenyl 116.9 64-127 % 1.00 [ 10/18/2005 14:02

Severn Trent Laboratories, Inc. 10/19/2005 13:19

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 9



S TI Submission: 2005-10-0205

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 1 Lab ID: 2005-10-0205 - 2

Sampled: 10/11/2005 11:50 Extracted: 10/13/2005 14:44

Matrix: Water QC Batch#: 2005/10/13-07.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/14/2005 15:00
Surrogate(s)
o-Terphenyl 110.1 64-127 % 1.00 [ 10/14/2005 15:00

Severn Trent Laboratories, Inc. 10/19/2005 13:19

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 9



S TI Submission: 2005-10-0205

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 2 Lab ID: 2005-10-0205 - 3

Sampled: 10/11/2005 11:45 Extracted: 10/13/2005 14:44

Matrix: Water QC Batch#: 2005/10/13-07.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/14/2005 16:53
Surrogate(s)
o-Terphenyl 108.7 64-127 % 1.00 | 10/14/2005 16:53

Severn Trent Laboratories, Inc. 10/19/2005 13:19

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 9



S TI Submission: 2005-10-0205

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 10/11/2005 14:00
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: EFF Lab ID: 2005-10-0205 - 4

Sampled: 10/11/2005 11:40 Extracted: 10/13/2005 14:44

Matrix: Water QC Batch#: 2005/10/13-07.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 10/14/2005 16:26
Surrogate(s)
o-Terphenyl 110.6 64-127 % 1.00 | 10/14/2005 16:26

Severn Trent Laboratories, Inc. 10/19/2005 13:19

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 9



SEVERN STI
TRENT

Cambria Environmental Emeryville

Diesel (C9-C24)

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-10-0205

Received: 10/11/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Method Blank Water QC Batch # 2005/10/13-07.10
MB: 2005/10/13-07.10-001 Date Extracted: 10/13/2005 14:44
Compound Conc. RL Unit Analyzed Flag
Diesel 63.8 50 ug/L 10/14/2005 11:50 A1
Surrogates(s)
o-Terphenyl 119.8 64-127 % 10/14/2005 11:50

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/19/2005 13:19

Page 6 of 9



SEVERN STI
TRENT

Cambria Environmental Emeryville

Diesel (C9-C24)

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-10-0205

Received: 10/11/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Test(s): 8015M

Method Blank Water QC Batch # 2005/10/18-02.10
MB: 2005/10/18-02.10-001 Date Extracted: 10/18/2005 08:47
Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 10/18/2005 12:12
Surrogates(s)
o-Terphenyl 109.9 64-127 % 10/18/2005 12:12

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/19/2005 13:19

Page 7 of 9



SEVERN

TRENT

Easm O 1 L

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Diesel (C9-C24)

Submission: 2005-10-0205

Received: 10/11/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Laboratory Control Spike

Water

Test(s): 8015M

QC Batch # 2005/10/13-07.10

LCS 2005/10/13-07.10-002 Extracted: 10/13/2005 Analyzed: 10/14/2005 10:56
LCSD 2005/10/13-07.10-003 Extracted: 10/13/2005 Analyzed: 10/14/2005 11:23
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD
Diesel 489 473 714 68.5 66.2 3.4 60-150| 25
Surrogates(s)
o-Terphenyl 1.41 1.38 1.25 112.9 |110.5 64-127( O

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/19/2005 13:19

Page 8 of 9



SEVERN

TRENT

Easm O 1 L

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Diesel (C9-C24)

Submission: 2005-10-0205

Received: 10/11/2005 14:00

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Laboratory Control Spike

Water

Test(s): 8015M

QC Batch # 2005/10/18-02.10

LCS 2005/10/18-02.10-002 Extracted: 10/18/2005 Analyzed: 10/18/2005 12:40
LCSD 2005/10/18-02.10-003 Extracted: 10/18/2005 Analyzed: 10/18/2005 13:07
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. [RPD| LCS | LCSD
Diesel 507 510 714 71.0 71.4 0.6 | 60-150| 25
Surrogates(s)
o-Terphenyl 1.46 1.40 1.25 116.8 |[112.0 64-127| 0

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

10/19/2005 13:19

Page 9 of 9
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ST‘L Submission#: 2005-11-0138

TRENT

Cambria Environmental Emeryville November 18, 2005

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Attn.: Trey Jackson

Project#: 247-0989-003
Project:. 98995885
Site: 5060 Redwood Drive, Rohnert Park

Attached is our report for your samples received on 11/09/2005 13:15
This report has been reviewed and approved for release. Reproduction of this report
is permitted only in its entirety.

Please note that any unused portion of the samples will be discarded after
12/24/2005 unless you have requested otherwise.
We appreciate the opportunity to be of service to you. If you have any questions,

You can also contact me via email. My email address is: mbrewer@stl-inc.com

Sincerely,
M W

Melissa Brewer
Project Manager

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 1 of 1



SEVERN STI
TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Submission: 2005-11-0138

Received: 11/09/2005 13:15

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
INF 11/09/2005 07:55 Water 1
MID 1 11/09/2005 07:50 Water 2
MID 2 11/09/2005 07:45 Water 3
EFF 11/09/2005 07:40 Water 4

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

11/14/2005 14:35

Page 1 of 7



S TI Submission: 2005-11-0138

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: INF Lab ID: 2005-11-0138 - 1

Sampled: 11/09/2005 07:55 Extracted:  11/9/2005 15:33

Matrix: Water QC Batch#: 2005/11/09-04.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 11/13/2005 14:53
Surrogate(s)
o-Terphenyl 101.0 64-127 % 1.00 ( 11/13/2005 14:53

Severn Trent Laboratories, Inc. 11/14/2005 14:35

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 7



S TI Submission: 2005-11-0138

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 1 Lab ID: 2005-11-0138 - 2

Sampled: 11/09/2005 07:50 Extracted: 11/9/2005 15:33

Matrix: Water QC Batch#: 2005/11/09-04.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 11/13/2005 15:20
Surrogate(s)
o-Terphenyl 98.0 64-127 % 1.00 ( 11/13/2005 15:20

Severn Trent Laboratories, Inc. 11/14/2005 14:35

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 7



S TI Submission: 2005-11-0138

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: MID 2 Lab ID: 2005-11-0138 - 3

Sampled: 11/09/2005 07:45 Extracted:  11/9/2005 15:33

Matrix: Water QC Batch#: 2005/11/09-04.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 11/13/2005 15:48
Surrogate(s)
o-Terphenyl 96.7 64-127 % 1.00 |1 11/13/2005 15:48

Severn Trent Laboratories, Inc. 11/14/2005 14:35

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 7



S TI Submission: 2005-11-0138

TRENT

Diesel (C9-C24)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 3511 Test(s): 8015M

Sample ID: EFF Lab ID: 2005-11-0138 - 4

Sampled: 11/09/2005 07:40 Extracted:  11/9/2005 15:33

Matrix: Water QC Batch#: 2005/11/09-04.10
Compound Conc. RL Unit Dilution Analyzed Flag
Diesel ND 50 ug/L 1.00 [ 11/14/2005 10:03
Surrogate(s)
o-Terphenyl 97.5 64-127 % 1.00 [ 11/14/2005 10:03

Severn Trent Laboratories, Inc. 11/14/2005 14:35

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 7



SEVERN STI
TRENT

Cambria Environmental Emeryville

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Submission: 2005-11-0138

Diesel (C9-C24)

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site: 5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511
Method Blank

MB: 2005/11/09-04.10-001

Test(s): 8015M
Water QC Batch # 2005/11/09-04.10

Date Extracted: 11/09/2005 15:33

Compound Conc. RL Unit Analyzed Flag
Diesel ND 50 ug/L 11/13/2005 13:31
Surrogates(s)

o-Terphenyl 111.2 64-127 % 11/13/2005 13:31

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 7

11/14/2005 14:35



SEVERN

TRENT

Easm O 1 L

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Diesel (C9-C24)

Submission: 2005-11-0138

Received: 11/09/2005 13:15

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 3511

Laboratory Control Spike

Water

Test(s): 8015M

QC Batch # 2005/11/09-04.10

LCS 2005/11/09-04.10-002 Extracted: 11/09/2005 Analyzed: 11/13/2005 13:58
LCSD 2005/11/09-04.10-003 Extracted: 11/09/2005 Analyzed: 11/13/2005 14:26
Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags
LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD
Diesel 511 531 714 71.6 74.4 3.8 |60-150| 25
Surrogates(s)
o-Terphenyl 1.25 1.25 1.25 100.3 |100.0 64-127( O

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

11/14/2005 14:35

Page 7 of 7



SEVERN STI
TRENT

Submission: 2005-11-0138

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site: 5060 Redwood Drive, Rohnert Park

Samples Reported

Sample Name Date Sampled Matrix Lab #
INF 11/09/2005 07:55 Water 1
MID 1 11/09/2005 07:50 Water 2
MID 2 11/09/2005 07:45 Water 3
EFF 11/09/2005 07:40 Water 4

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

11/18/2005 13:48

Page 1 of 12



S TI Submission: 2005-11-0138

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: INF Lab ID: 2005-11-0138 - 1

Sampled: 11/09/2005 07:55 Extracted: 11/11/2005 11:02

Matrix: Water QC Batch#: 2005/11/11-1B.71

Analysis Flag: L2, pH: <2 ( See Legend and Note Section )
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 500 ug/L 10.00 | 11/11/2005 11:02
Benzene ND 5.0 ug/L 10.00 | 11/11/2005 11:02
Toluene ND 5.0 ug/L 10.00 [ 11/11/2005 11:02
Ethylbenzene ND 5.0 ug/L 10.00 | 11/11/2005 11:02
Total xylenes ND 10 ug/L 10.00 | 11/11/2005 11:02
tert-Butyl alcohol (TBA) 1300 50 ug/L 10.00 [ 11/11/2005 11:02
Methyl tert-butyl ether (MTBE) 900 50 ug/L 10.00 | 11/11/2005 11:02
Surrogate(s)
1,2-Dichloroethane-d4 94.6 73-130 % 10.00 | 11/11/2005 11:02
Toluene-d8 96.0 81-114 % 10.00 | 11/11/2005 11:02

Severn Trent Laboratories, Inc. 11/18/2005 13:48

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 2 of 12



S TI Submission: 2005-11-0138

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 1 Lab ID: 2005-11-0138 - 2

Sampled: 11/09/2005 07:50 Extracted:  11/10/2005 01:22

Matrix: Water QC Batch#: 2005/11/09-2D.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 11/10/2005 01:22
Benzene ND 0.50 ug/L 1.00 | 11/10/2005 01:22
Toluene ND 0.50 ug/L 1.00 [ 11/10/2005 01:22
Ethylbenzene ND 0.50 ug/L 1.00 [ 11/10/2005 01:22
Total xylenes ND 1.0 ug/L 1.00 | 11/10/2005 01:22
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 11/10/2005 01:22
Methyl tert-butyl ether (MTBE) 78 5.0 ug/L 1.00 | 11/10/2005 01:22
Surrogate(s)
1,2-Dichloroethane-d4 110.6 73-130 % 1.00 | 11/10/2005 01:22
Toluene-d8 110.8 81-114 % 1.00 [ 11/10/2005 01:22

Severn Trent Laboratories, Inc. 11/18/2005 13:48

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 3 of 12



S TI Submission: 2005-11-0138

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: MID 2 Lab ID: 2005-11-0138 - 3

Sampled: 11/09/2005 07:45 Extracted:  11/10/2005 00:55

Matrix: Water QC Batch#: 2005/11/09-2D.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 [ 11/10/2005 00:55
Benzene ND 0.50 ug/L 1.00 [ 11/10/2005 00:55
Toluene ND 0.50 ug/L 1.00 [ 11/10/2005 00:55
Ethylbenzene ND 0.50 ug/L 1.00 [ 11/10/2005 00:55
Total xylenes ND 1.0 ug/L 1.00 [ 11/10/2005 00:55
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 [ 11/10/2005 00:55
Methyl tert-butyl ether (MTBE) 16 5.0 ug/L 1.00 [ 11/10/2005 00:55
Surrogate(s)
1,2-Dichloroethane-d4 102.4 73-130 % 1.00 | 11/10/2005 00:55
Toluene-d8 102.8 81-114 % 1.00 [ 11/10/2005 00:55

Severn Trent Laboratories, Inc. 11/18/2005 13:48

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 4 of 12



S TI Submission: 2005-11-0138

| TRENT |
Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Prep(s): 5030B Test(s): 8260B

Sample ID: EFF Lab ID: 2005-11-0138 - 4

Sampled: 11/09/2005 07:40 Extracted:  11/10/2005 00:28

Matrix: Water QC Batch#: 2005/11/09-2D.71

pH: <2
Compound Conc. RL Unit Dilution Analyzed Flag
Gasoline [Shell] ND 50 ug/L 1.00 | 11/10/2005 00:28
Benzene ND 0.50 ug/L 1.00 | 11/10/2005 00:28
Toluene ND 0.50 ug/L 1.00 | 11/10/2005 00:28
Ethylbenzene ND 0.50 ug/L 1.00 [ 11/10/2005 00:28
Total xylenes ND 1.0 ug/L 1.00 | 11/10/2005 00:28
tert-Butyl alcohol (TBA) ND 5.0 ug/L 1.00 | 11/10/2005 00:28
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 1.00 [ 11/10/2005 00:28
Surrogate(s)
1,2-Dichloroethane-d4 106.1 73-130 % 1.00 | 11/10/2005 00:28
Toluene-d8 110.2 81-114 % 1.00 | 11/10/2005 00:28

Severn Trent Laboratories, Inc. 11/18/2005 13:48

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 5 of 12



SEVERN STI
TRENT

Submission: 2005-11-0138

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 8260B

Method Blank Water QC Batch # 2005/11/09-2D.71
MB: 2005/11/09-2D.71-030 Date Extracted: 11/09/2005 19:30
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 11/09/2005 19:30
tert-Butyl alcohol (TBA) ND 5.0 ug/L 11/09/2005 19:30
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 11/09/2005 19:30
Benzene ND 0.5 ug/L 11/09/2005 19:30
Toluene ND 0.5 ug/L 11/09/2005 19:30
Ethylbenzene ND 0.5 ug/L 11/09/2005 19:30
Total xylenes ND 1.0 ug/L 11/09/2005 19:30
Surrogates(s)
1,2-Dichloroethane-d4 101.2 73-130 % 11/09/2005 19:30
Toluene-d8 101.6 81-114 % 11/09/2005 19:30
Severn Trent Laboratories, Inc. 11/18/2005 13:48
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 6 of 12



SEVERN STI
TRENT

Submission: 2005-11-0138

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 8260B

Method Blank Water QC Batch # 2005/11/11-1B.71
MB: 2005/11/11-1B.71-057 Date Extracted: 11/11/2005 08:57
Compound Conc. RL Unit Analyzed Flag
Gasoline [Shell] ND 50 ug/L 11/11/2005 08:57
tert-Butyl alcohol (TBA) ND 5.0 ug/L 11/11/2005 08:57
Methyl tert-butyl ether (MTBE) ND 5.0 ug/L 11/11/2005 08:57
Benzene ND 0.5 ug/L 11/11/2005 08:57
Toluene ND 0.5 ug/L 11/11/2005 08:57
Ethylbenzene ND 0.5 ug/L 11/11/2005 08:57
Total xylenes ND 1.0 ug/L 11/11/2005 08:57
Surrogates(s)
1,2-Dichloroethane-d4 98.2 73-130 % 11/11/2005 08:57
Toluene-d8 101.8 81-114 % 11/11/2005 08:57
Severn Trent Laboratories, Inc. 11/18/2005 13:48
STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plc Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 7 of 12



SEVERN

TRENT

Easm O 1 L

Submission: 2005-11-0138

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/11/09-2D.71

LCS 2005/11/09-2D.71-004 Extracted: 11/09/2005 Analyzed: 11/09/2005 19:04
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD]| Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 28.9 25 115.6 65-165( 20

Benzene 24.8 25 99.2 69-129( 20

Toluene 24.5 25 98.0 70-130( 20

Surrogates(s)

1,2-Dichloroethane-d4 464 500 92.8 73-130

Toluene-d8 532 500 106.4 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

11/18/2005 13:48

Page 8 of 12



SEVERN

TRENT

Easm O 1 L

Submission: 2005-11-0138

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville

Attn.: Trey

5900 Hollis
Emeryville,

Jackson

Street, Ste. A
CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s):

5030B

Laboratory Control Spike

Water

Test(s): 8260B

QC Batch # 2005/11/11-1B.71

LCS 2005/11/11-1B.71-025 Extracted: 11/11/2005 Analyzed: 11/11/2005 07:25
LCSD

Compound Conc. ug/L Exp.Conc.| Recovery % |RPD] Ctrl.Limits % Flags

LCS LCSD LCS LCSD | % | Rec. |[RPD| LCS | LCSD

Methyl tert-butyl ether (MTBE)| 27.2 25 108.8 65-165( 20

Benzene 24.2 25 96.8 69-129| 20

Toluene 22.9 25 91.6 70-130| 20

Surrogates(s)

1,2-Dichloroethane-d4 470 500 94.0 73-130

Toluene-d8 520 500 104.0 81-114

A part of Severn Trent Plc

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566

Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496

11/18/2005 13:48

Page 9 of 12



SEVERN STI
TRENT

Submission: 2005-11-0138

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 82608

Matrix Spike ( MS / MSD ) Water QC Batch # 2005/11/09-2D.71
MS/MSD Lab ID: 2005-11-0066 - 001
MS: 2005/11/09-2D.71-021 Extracted: 11/09/2005 Analyzed: 11/09/2005 21:21
Dilution: 5.00
MSD: 2005/11/09-2D.71-047 Extracted: 11/09/2005 Analyzed: 11/09/2005 21:47
Dilution: 5.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD |Rec. RPD MS MSD
Methy! tert-butyl ether 136 146 ND 125 |108.8 |116.8 | 7.1 65-165 20
Benzene 123 129 3 125 |96.0 |100.8 [4.9 69-129 20
Toluene 121 122 1.57 125 955 |96.3 |[0.8 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 465 462 500 |[93.0 (924 73-130
Toluene-d8 533 527 500 |106.6 | 105.4 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 10 of 12
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SEVERN STI
TRENT

Submission: 2005-11-0138

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608

Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003
98995885

Received: 11/09/2005 13:15

Site:

5060 Redwood Drive, Rohnert Park

Batch QC Report

Prep(s): 5030B

Test(s): 82608

Matrix Spike ( MS / MSD ) Water QC Batch # 2005/11/11-1B.71
INF >>MS Lab ID: 2005-11-0138 - 001
MS: 2005/11/11-1B.71-029 Extracted: 11/11/2005 Analyzed: 11/11/2005 11:29
Dilution: 10.00
MSD: 2005/11/11-1B.71-056 Extracted: 11/11/2005 Analyzed: 11/11/2005 11:56
Dilution: 10.00
Compound Conc. ug/L Spk.Level Recovery % Limits % Flags
MS MSD Sample ug/L | MS MSD | RPD |Rec. RPD MS MSD
Methy! tert-butyl ether 1110 1140 900 250 |84.0 [(96.0 |13.3 |65-165 20
Benzene 213 224 ND 250 |85.2 |89.6 |5.0 69-129 20
Toluene 206 221 ND 250 |824 |884 |[7.0 70-130 20
Surrogate(s)
1,2-Dichloroethane-d4 548 469 500 |[109.6 |93.8 73-130
Toluene-d8 514 502 500 |[102.8 | 100.4 81-114

Severn Trent Laboratories, Inc.

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 11 of 12
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S TI Submission: 2005-11-0138

TRENT

Gas/BTEX Fuel Oxygenates by 8260B (C6-C12)

Cambria Environmental Emeryville
Attn.: Trey Jackson

5900 Hollis Street, Ste. A
Emeryville, CA 94608
Phone: (510) 420-3341 Fax: (510) 420-9170

Project: 247-0989-003 Received: 11/09/2005 13:15
98995885

Site: 5060 Redwood Drive, Rohnert Park

Legend and Notes

Analysis Flag
L2
Reporting limits were raised due to high level of analyte present
in the sample.
Severn Trent Laboratories, Inc. 11/18/2005 13:48

STL San Francisco * 1220 Quarry Lane, Pleasanton, CA 94566
A part of Severn Trent Plo Tel 925 484 1919 Fax 925 484 1096 * www.stl-inc.com * CA DHS ELAP# 2496 Page 12 of 12
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